May 01, 2017

Victor Scherer

Arizona Department of Environmental Quality-Phx
1110 W. Washington Street

Phoenix, AZ 85007

TEL (520) 398-2266

FAX (602) 207-2383 Work Order No.: 17D0730
Catalina Foothills Unified District
RE: Lead Analysis Ventana Vista Elementary School

Dear Victor Scherer,

Turner Laboratories, Inc. received 13 sample(s) on 04/14/2017 for the analyses presented in the
following report.

All results are intended to be considered in their entirety, and Turner Laboratories, Inc. is not
responsible for use of less than the complete report. Results apply only to the samples analyzed.
Samples will be disposed of 30 days after issue of our report unless special arrangements are
made.

The pages that follow may contain sensitive, privileged or confidential information intended
solely for the addressee named above. If you receive this message and are not the agent or
employee of the addressee, this communication has been sent in error. Please do not disseminate
or copy any of the attached and notify the sender immediately by telephone. Please also return the
attached sheet(s) to the sender by mail.

Please call if you have any questions.

Respectfully submitted,

Turner Laboratories, Inc.
ADHS License AZ0066

Max DiSante
Laboratory Director

2445 NORTH COYOTE DRIVE H SUITE #104 B TUCSON, ARIZONA 85745 N 520 882-5880 M FAX# 520 882-9788

LABORATORIES INC.
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Turner Laboratories, Inc. Date: 05/01/2017

Client: Arizona Department of Environmental Quality-P

Project: Lead Analysis Order: Catalina Foothills Unified District
e Recived: 0411412017 Work Order Sample Summary
Lab Sample ID Client Sample ID Matrix Collection Date/Time
17D0730-01 1001-01 Drinking Water 04/05/2017 0849
17D0730-02 1002-01 Drinking Water 04/05/2017 0652
17D0730-03 1003-01 Drinking Water 04/05/2017 0700
17D0730-04 1004-01 Drinking Water 04/05/2017 0706
17D0730-05 1005-01 Drinking Water 04/05/2017 0714
17D0730-06 1006-01 Drinking Water 04/05/2017 0728
17D0730-07 1007-01 Drinking Water 04/05/2017 0735
17D0730-08 1008-01 Drinking Water 04/05/2017 0809
17D0730-09 1009-01 Drinking Water 04/05/2017 0814
17D0730-10 1010-01 Drinking Water 04/05/2017 0804
17D0730-11 1011-01 Drinking Water 04/05/2017 0825
17D0730-12 1012-01 Drinking Water 04/05/2017 0833
17D0730-13 1013-01 Drinking Water 04/05/2017 0839

Page 2 of 31




Turner Laboratories, Inc. Date: 05/01/2017

Client: Arizona Department of Environmental Quality-Phx

Project: Lead Analysis

Work Order: 17D0730 .
Date Received: ~ 04/14/2017 Case Narrative

All soil, sludge, and solid matrix determinations are reported on a wet weight basis unless otherwise noted.
ND Not Detected at or above the PQL
PQL Practical Quantitation Limit

DF Dilution Factor
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Turner Laboratories, Inc. Date: 05/01/2017

Client: Arizona Department of Environmental Qual Client Sample ID: 1001-01

Project: Lead Analysis Collection Date/Time: 04/05/2017 0849

Work Order: 17D0730 Matrix: Drinking Water

Lab Sample ID: 17D0730-01 Order Name: Catalina Foothills Unified District
Analyses Result PQL Qual Units DF Prep Date Analysis Date  Analyst

ICP/MS Total Metals-E200.8 (5.4)
Lead 0.58 0.50 ug/L 1 04/24/2017 1545 04/29/2017 1454 MH

| Paged4of31 |




Turner Laboratories, Inc. Date: 05/01/2017

Client: Arizona Department of Environmental Qual Client Sample ID: 1002-01

Project: Lead Analysis Collection Date/Time: 04/05/2017 0652

Work Order: 17D0730 Matrix: Drinking Water

Lab Sample ID: 17D0730-02 Order Name: Catalina Foothills Unified District
Analyses Result PQL Qual Units DF Prep Date Analysis Date  Analyst

ICP/MS Total Metals-E200.8 (5.4)
Lead ND 0.50 ug/L 1 04/24/2017 1545 04/29/2017 1500 MH

| Page50f31 |




Turner Laboratories, Inc. Date: 05/01/2017

Client: Arizona Department of Environmental Qual Client Sample ID: 1003-01

Project: Lead Analysis Collection Date/Time: 04/05/2017 0700

Work Order: 17D0730 Matrix: Drinking Water

Lab Sample ID: 17D0730-03 Order Name: Catalina Foothills Unified District
Analyses Result PQL Qual Units DF Prep Date Analysis Date  Analyst

ICP/MS Total Metals-E200.8 (5.4)
Lead 12 0.50 ug/L 1 04/24/2017 1545 04/29/2017 1505 MH
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Turner Laboratories, Inc. Date: 05/01/2017

Client: Arizona Department of Environmental Qual Client Sample ID: 1004-01

Project: Lead Analysis Collection Date/Time: 04/05/2017 0706

Work Order: 17D0730 Matrix: Drinking Water

Lab Sample ID: 17D0730-04 Order Name: Catalina Foothills Unified District
Analyses Result PQL Qual Units DF Prep Date Analysis Date  Analyst

ICP/MS Total Metals-E200.8 (5.4)
Lead ND 0.50 ug/L 1 04/24/2017 1545 04/29/2017 1510 MH
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Turner Laboratories, Inc. Date: 05/01/2017

Client: Arizona Department of Environmental Qual Client Sample ID: 1005-01

Project: Lead Analysis Collection Date/Time: 04/05/2017 0714

Work Order: 17D0730 Matrix: Drinking Water

Lab Sample ID: 17D0730-05 Order Name: Catalina Foothills Unified District
Analyses Result PQL Qual Units DF Prep Date Analysis Date  Analyst

ICP/MS Total Metals-E200.8 (5.4)
Lead 12 0.50 ug/L 1 04/24/2017 1545 04/29/2017 1516 MH
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Turner Laboratories, Inc. Date: 05/01/2017

Client: Arizona Department of Environmental Qual Client Sample ID: 1006-01

Project: Lead Analysis Collection Date/Time: 04/05/2017 0728

Work Order: 17D0730 Matrix: Drinking Water

Lab Sample ID: 17D0730-06 Order Name: Catalina Foothills Unified District
Analyses Result PQL Qual Units DF Prep Date Analysis Date  Analyst

ICP/MS Total Metals-E200.8 (5.4)
Lead 1.4 0.50 ug/L 1 04/24/2017 1545 04/29/2017 1521 MH
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Turner Laboratories, Inc. Date: 05/01/2017

Client: Arizona Department of Environmental Qual Client Sample ID: 1007-01

Project: Lead Analysis Collection Date/Time: 04/05/2017 0735

Work Order: 17D0730 Matrix: Drinking Water

Lab Sample ID: 17D0730-07 Order Name: Catalina Foothills Unified District
Analyses Result PQL Qual Units DF Prep Date Analysis Date  Analyst

ICP/MS Total Metals-E200.8 (5.4)
Lead 1.2 0.50 ug/L 1 04/24/2017 1545 04/29/2017 1526 MH
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Turner Laboratories, Inc. Date: 05/01/2017

Client: Arizona Department of Environmental Qual Client Sample ID: 1008-01

Project: Lead Analysis Collection Date/Time: 04/05/2017 0809

Work Order: 17D0730 Matrix: Drinking Water

Lab Sample ID: 17D0730-08 Order Name: Catalina Foothills Unified District
Analyses Result PQL Qual Units DF Prep Date Analysis Date  Analyst

ICP/MS Total Metals-E200.8 (5.4)
Lead 2.2 0.50 ug/L 1 04/24/2017 1545 04/29/2017 1531 MH
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Turner Laboratories, Inc. Date: 05/01/2017

Client: Arizona Department of Environmental Qual Client Sample ID: 1009-01

Project: Lead Analysis Collection Date/Time: 04/05/2017 0814

Work Order: 17D0730 Matrix: Drinking Water

Lab Sample ID: 17D0730-09 Order Name: Catalina Foothills Unified District
Analyses Result PQL Qual Units DF Prep Date Analysis Date  Analyst

ICP/MS Total Metals-E200.8 (5.4)
Lead 0.84 0.50 ug/L 1 04/24/2017 1545 04/29/2017 1537 MH

| Page120f31 |




Turner Laboratories, Inc. Date: 05/01/2017

Client: Arizona Department of Environmental Qual Client Sample ID: 1010-01

Project: Lead Analysis Collection Date/Time: 04/05/2017 0804

Work Order: 17D0730 Matrix: Drinking Water

Lab Sample ID: 17D0730-10 Order Name: Catalina Foothills Unified District
Analyses Result PQL Qual Units DF Prep Date Analysis Date  Analyst

ICP/MS Total Metals-E200.8 (5.4)
Lead ND 0.50 ug/L 1 04/24/2017 1545 04/30/2017 1041 MH
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Turner Laboratories, Inc. Date: 05/01/2017

Client: Arizona Department of Environmental Qual Client Sample ID: 1011-01

Project: Lead Analysis Collection Date/Time: 04/05/2017 0825

Work Order: 17D0730 Matrix: Drinking Water

Lab Sample ID: 17D0730-11 Order Name: Catalina Foothills Unified District
Analyses Result PQL Qual Units DF Prep Date Analysis Date  Analyst

ICP/MS Total Metals-E200.8 (5.4)
Lead 13 0.50 ug/L 1 04/24/2017 1545 04/30/2017 1201 MH
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Turner Laboratories, Inc. Date: 05/01/2017

Client: Arizona Department of Environmental Qual Client Sample ID: 1012-01

Project: Lead Analysis Collection Date/Time: 04/05/2017 0833

Work Order: 17D0730 Matrix: Drinking Water

Lab Sample ID: 17D0730-12 Order Name: Catalina Foothills Unified District
Analyses Result PQL Qual Units DF Prep Date Analysis Date  Analyst

ICP/MS Total Metals-E200.8 (5.4)
Lead 1.0 0.50 ug/L 1 04/24/2017 1545 04/30/2017 1206 MH
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Turner Laboratories, Inc. Date: 05/01/2017

Client: Arizona Department of Environmental Qual Client Sample ID: 1013-01

Project: Lead Analysis Collection Date/Time: 04/05/2017 0839

Work Order: 17D0730 Matrix: Drinking Water

Lab Sample ID: 17D0730-13 Order Name: Catalina Foothills Unified District
Analyses Result PQL Qual Units DF Prep Date Analysis Date  Analyst

ICP/MS Total Metals-E200.8 (5.4)
Lead 2.1 0.50 ug/L 1 04/24/2017 1545 04/30/2017 1211 MH
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Turner Laboratories, Inc.

Date: 05/01/2017

Arizona Department of Environmental Quality-Phx

Client:

Project: Lead Analysis

Work Order: 17D0730

Date Received: 04/14/2017 QC Summary
Reporting Spike Source %REC RPD

Analyte Result Limit Units Level Result %REC Limits RPD Limit Qual

Batch 1704334 - E200.8 (5.4)

Blank (1704334-BLK1) Prepared & Analyzed: 04/29/2017

Lead ND 0.50 ug/L

LCS (1704334-BS1) Prepared & Analyzed: 04/29/2017

Lead 47 0.50 ug/L 50.00 93 85-115

LCS Dup (1704334-BSD1) Prepared & Analyzed: 04/29/2017

Lead 47 0.50 ug/L 50.00 95 85-115 2 20

Matrix Spike (1704334-MS1) Source: 17D0705-29 Prepared & Analyzed: 04/29/2017

Lead 49 0.50 ug/L 50.00 1.7 94 70-130

Matrix Spike (1704334-MS2) Source: 17D0727-01 Prepared & Analyzed: 04/29/2017

Lead 49 0.50 ug/L 50.00 0.36 97 70-130

Batch 1704343 - E200.8 (5.4)

Blank (1704343-BLK1) Prepared & Analyzed: 04/30/2017

Lead ND 0.50 ug/L

LCS (1704343-BS1) Prepared & Analyzed: 04/30/2017

Lead 47 0.50 ug/L 50.00 93 85-115

LCS Dup (1704343-BSD1) Prepared & Analyzed: 04/30/2017

Lead 47 0.50 ug/L 50.00 93 85-115 0.3 20

Matrix Spike (1704343-MS1) Source: 17D0747-01 Prepared & Analyzed: 04/30/2017

Lead 48 0.50 ug/L 50.00 0.10 96 70-130

Matrix Spike (1704343-MS2) Source: 17D0730-10 Prepared & Analyzed: 04/30/2017

Lead 50 0.50 ug/L 50.00 0.50 98 70-130
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ADEQ Public School Drinking Water Lead Screening Program

Sampling Plan & Collection Log
Collection Log / ;D 0730 -o (

for experienced sample collectors

Complete copy of this form for each sample collected. Your drinking water sample cannot be tested
unless a copy of this form is shipped to the lab with each sample. In addition, the sample cannot be
tested unless the Sample Identification Number matches the number on the sample container label.

¥ Check this box to confirm that water had not been used at this tap or other taps
in the area for 6 hours and no flushing was done prior to sampling

Name of School District | Catalina Foothills Unified District

School Name | Ventana Vista Elementary School

Building (name/number) | AZD&, A /4~<lmm/(i_/1-2.l; 700 [/

Type of Fixture (tap, drinking fountain etc.) | Loon~dei A~ af Sia Ko

Location of Fixture (example, room number) | 75" /n e DO M

Sample Identification Number (Write this
number on the sample container and on /OOl -0
this sheet)

Date of Collection 17//5"_//7’

Time of Collection C/DM M/ﬂ
et

Printed Name of Sample Colfector
Signature Sample C;]\“rett\or[ D, o S &2

Notes Sample collector: 7 “ /

For Lab use only

Analyze this drinking water sample for lead

Date and Time Lab received Uikl i3
Signature —. PN
Notes: /

Temg TV

For relinquishing samples upon delivery to labs only

Relinquished date and signature

These samples were collected for lead screening purposes only and cannot be used for compliance.

http://www.azdeq.gov/LeadScreeningProg Page 2 of 2
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ADEQ Public School Drinking Water Lead Screening Program
Sampling Plan & Collection Log

/7170?'?0-— o

Collection Log
for experienced sample collectors

Complete copy of this form for each sample collected. Your drinking water sample cannot be tested
unless a copy of this form is shipped to the lab with each sample. In addition, the sample cannot be
tested unless the Sample Identification Number matches the number on the sample container label.

Check this box to confirm that water had not been used at this tap or other taps
in the area for 6 hours and no flushing was done prior to sampling

Name of School District | Catalina Foothills Unified District
School Name | Ventana Vista Elementary School
Building (name/number) | /7 PgZ )OO Z—

Type of Fixture (tap, drinking fountain etc.) | D, ¥ ina fm,n
Location of Fixture (example, room number) w C@}\,\@/{-

Sample Identification Number (Write this
number on the sample container and on JoozZ -0/
this sheet)

Date of Collection | 2//5// 7
Time of Collection o5z

/
Printed Name of Sample Collettor.| 2 477 Ere 4 e

Signature Sample Coll Yoo

Notes Sample collector:

For Lab use only
Analyze this drinking water sample for lead
Date and Time Lab received
Signature
Notes:

For relinquishing samples upon delivery to labs only

Relinquished date and signature

These samples were collected for lead screening purposes only and cannot be used for compliance.

http://www.azdeq.gov/LeadScreeningProg Page 2 of 2
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ADEQ Public School Drinking Water Lead Screening Program
Sampling Plan & Collection Log

[FDe
Collection Log 770 - Os

for experienced sample collectors

Complete copy of this form for each sample collected. Your drinking water sample cannot be tested
unless a copy of this form is shipped to the lab with each sample. In addition, the sample cannot be
tested unless the Sample Identification Number matches the number on the sample container label.

Check this box to confirm that water had not been used at this tap or other taps
in the area for 6 hours and no flushing was done prior to sampling

Name of School District | Catalina Foothills Unified District
School Name | Ventana Vista Elementary School

Building (name/number) | Zibrac y [P =L Flooc o053
Type of Fixture (tap, drinking fountain etc.) | 5, k_ /

Location of Fixture (example, room number)
Sample Identification Number (Write this :
number on the sample container and on /a OX,O /
this sheet)

Date of Collection 5//5—// 7

Time of Collection | o~ 7o O
Printed Name of Sample Col#e’c‘t‘or\ WO SCE
Signature Sample Col e% %/WM

KGLL(DOS(O(IDQ P

Notes Sample collector:

For Lab use only
Analyze this drinking water sample for lead

Date and Time Lab received
Signature
Notes:

For relinquishing samples upon delivery to labs only

Relinquished date and signature

These samples were collected for lead screening purposes only and cannot be used for compliance.

http://www.azdeq.gov/LeadScreeningProg

Page 2 of 2
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ADEQ Public School Drinking Water Lead Screening Program
Sampling Plan & Collection Log

Collection Log /7o 750~0¢

for experienced sample collectors

Complete copy of this form for each sample collected. Your drinking water sample cannot be tested
unless a copy of this form is shipped to the lab with each sample. In addition, the sample cannot be
tested unless the Sample Identification Number matches the number on the sample container label.

# Check this box to confirm that water had not been used at this tap or other taps
in the area for 6 hours and no flushing was done prior to sampling

Name of School District | Catalina Foothills Unified District
School Name | Ventana Vista Elementary School
Building (name/number) | L brpony 27 Eloor 700/
Type of Fixture (tap, drinking fountain etc.) | p~ . (0 ,\/q Eoofean A

Location of Fixture (example, room number) | jns, Je " Gornt Dace dercss Yiom Yesk

Sample Identification Number (Write this
number on the sample container and on /0 O (7/ -~/
this sheet)

Date of Collection | ~//s7/ Z
Time of Collection 5
7

o TS Vi
Printed Name of Sample Collector ,%@V/ Z, ,,//d@‘/c,,
Signature Sample Collegtq oo, S S S
A

Notes Sample collector:

For Lab use only
Analyze this drinking water sample for lead
Date and Time Lab received
Signature
Notes:

For relinquishing samples upon delivery to labs only

Relinquished date and signature

These samples were collected for lead screening purposes only and cannot be used for compliance.

http://www.azdeq.gov/LeadScreeningProg

Page 2 of 2
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ADEQ Public School Drinking Water Lead Screening Program ; )
Sampling Plan & Collection Log ' ?Dv 75o "(35
Collection Log %C%LO

for experienced sample collectors

Complete copy of this form for each sample collected. Your drinking water sample cannot be tested
unless a copy of this form is shipped to the lab with each sample. In addition, the sample cannot be
tested unless the Sample Identification Number matches the number on the sample container label.

®  Check this box to confirm that water had not been used at this tap or other taps
in the area for 6 hours and no flushing was done prior to sampling

Name of School District | Catalina Foothills Unified District
School Name | Ventana Vista Elementary School

Building (name/number) L bmn/ 2rl Floo— /005
Type of Fixture (tap, drinking fountain etc.) | 5, A |

Location of Fixture (example, room number) | .o A (o Lo
Sample Identification Number (Write this
number on the sample container and on

this sheet) /@()f o /

Date of Collection 1//5 // e
Time of Collection | 5 2/+/f—
Printed Name of Sample Co lectory 2 WM

Signature Sample Coll %’;/%
&
il

Notes Sample collector:

For Lab use only
Analyze this drinking water sample for lead
Date and Time Lab received
Signature
Notes:

For relinquishing samples upon delivery to labs only

Relinquished date and signature

These samples were collected for lead screening purposes only and cannot be used for compliance.

http://www.azdeq.gov/LeadScreeningProg

Page 2 of 2
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ADEQ Public School Drinking Water Lead Screening Program

Sampling Plan & Collection Log

Collection Log
for experienced sample collectors

’?’D@?%i}- oL

Complete copy of this form for each sample collected. Your drinking water sample cannot be tested
unless a copy of this form is shipped to the lab with each sample. In addition, the sample cannot be

tested unless the Sample Identification Number matches the number on the sample container label.

O Check this box to confirm that water h

ad not been used at this tap or other taps

in the area for 6 hours and no flushing was done prior to sampling

Name of School District | Catalina Foothills Unified District

School Name

Building (name/number)

Type of Fixture (tap, drinking fountain etc.)
Location of Fixture (example, room number)
Sample Identification Number (Write this
number on the sample container and on
this sheet)

Date of Collection

Time of Collection

O+ 2% _/
Printed Name of Sample Colfector- /%/ A%////W{
D -

Signature Sample Co

Ventana Vista Elementary School

Ngo | Floor /00 6

Founteun o1 Sin £

i /2

/0O & —o |

457 7=

&

Notes Sample collector:

For Lab

use only

Analyze this drinking water sample for lead

Date and Time Lab received

Signature

Notes:

For relinquishing samples upon delivery to labs only

Relinquished date and signature

These samples were collected for lead screening purposes

http://www.azdeq.gov/LeadScreeningProg

only and cannot be used for compliance.

Page 2 of 2
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ADEQ Public School Drinking Water Lead Screening Program

Sampling Plan & Collection Log ) .
Collection Log |7 DO}~ 0F-

for experienced sample collectors

Complete copy of this form for each sample collected. Your drinking water sample cannot be tested
unless a copy of this form is shipped to the lab with each sample. In addition, the sample cannot be
tested unless the Sample Identification Number matches the number on the sample container label.

4 Check this box to confirm that water had not been used at this tap or other taps
in the area for 6 hours and no flushing was done prior to sampling

Name of School District | Catalina Foothills Unified District
School Name | Ventana Vista Elementary School
Building (name/number) | Dy . 327C Flve— /OO
Type of Fixture (tap, drinking fountain etc.) | > ufer A et Sk
Location of Fixture (example, room number) | 53 %~
Sample Identification Number (Write this

number on the sample container and on /O O :; 0/

this sheet)
Date of Collection | 2//57// 7
Time of Collection | H 235~ ./
Printed Name of Sample Coltector : f o
Signature Sample Coltector (= //\/ F 5L

~

Notes Sample collector:

For Lab use only
Analyze this drinking water sample for lead
Date and Time Lab received
Signature
Notes:

For relinquishing samples upon delivery to labs only

Relinquished date and signature

These samples were collected for lead screening purposes only and cannot be used for compliance.

http://www.azdeq.gov/LeadScreeningProg

Page 2 of 2
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ADEQ Public School Drinking Water Lead Screening Program
Sampling Plan & Collection Log

Collection Log / 7 Do ??0»08

for experienced sample collectors

Complete copy of this form for each sample collected. Your drinking water sample cannot be tested
unless a copy of this form is shipped to the lab with each sample. In addition, the sample cannot be
tested unless the Sample Identification Number matches the number on the sample container label.

Check this box to confirm that water had not been used at this tap or other taps
in the area for 6 hours and no flushing was done prior to sampling

Name of School District | Catalina Foothills Unified District

School Name | Ventana Vista Elementary School

Building (name/number) | £ ﬁa /st Soor /o0y

Type of Fixture (tap, drinking fountain etc.) | Sountoin & < K

Location of Fixture (example, room number) | £, )/ ¥~

Sample Identification Number (Write this
number on the sample container and on /O 0% O/
this sheet)

Date of Collection | -/47/ 7
Time of Collection | » .S i
Printed Name of Sample Collector KAZ/ M%Cg
% 3 /
2

Signature Sample Collestor W///W

o 2

Notes Sample collector:

For Lab use only
Analyze this drinking water sample for lead
Date and Time Lab received
Signature
Notes:

For relinquishing samples upon delivery to labs only

Relinquished date and signature

These samples were collected for lead screening purposes only and cannot be used for compliance.

http://www.azdeq.gov/LeadScreeningProg Page 2 of 2
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ADEQ Public School Drinking Water Lead Screening
Sampling Plan & Collection Log

Collection Log

for experienced

Program

sample collectors

[ FDeF5o-0q

Complete copy of this form for each sample collected. Your drinking water sample cannot be tested
unless a copy of this form is shipped to the lab with each sample. In addition, the sample cannot be

tested unless the Sample Identification Number m

atches the number on the sample container label.

®  Check this box to confirm that water had not been used at this tap or other taps

in the area for 6 hours and no flushing was done prior to sampling

Name of School District

School Name

Building (name/number)

Type of Fixture (tap, drinking fountain etc.)
Location of Fixture (example, room number)
Sample Identification Number (Write this
number on the sample container and on
this sheet)

Date of Collection

Time of Collection
Printed Name of Sample CctIlEEtor\

Catalina Foothills Unified District
Ventana Vista Elementary School

Flb 7 Foor /009

ofean o Sink
A 2l

JS000F ~0O (
) 7
o

214

Wz f%/ﬁ;%?/e/
e A o

Signature Sample Coll%’

v A?

Notes Sample collector: -

For Lab use only

Analyze this drinking water sample for lead

Date and Time Lab received

Signature

Notes:

For relinquishing samples upon delivery to labs only

Relinquished date and signature

These samples were collected for lead screening purposes only and cannot be used for compliance.

http://www.azdeq.gov/LeadScreeningProg

Page 2 of 2
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ADEQ Public School Drinking Water Lead Screening Program

Sampling Plan & Collection Log

Collection Log

for experienced sample collectors

| FDoF3o- |0

Complete copy of this form for each sample collected. Your drinking water sample cannot be tested
unless a copy of this form is shipped to the lab with each sample. In addition, the sample cannot be
tested unless the Sample Identification Number matches the number on the sample container label.

Check this box to confirm that water had not been used at this tap or other taps

in the area for 6 hours and no flushing was done prior to sampling

Name of School District

School Name

Building (name/number)

Type of Fixture (tap, drinking fountain etc.)

Catalina Foothills Unified District

Ventana Vista Elementary School

L2 §§zarm/ 4 /01O

ankK

Location of Fixture (example, room number) //"‘//9 e

Sample Identification Number (Write this
number on the sample container and on
this sheet)

Date of Collection

Time of Collection

Printed Name of Sample Collector

Signature Sample Collectar

/0/0 -0 /

77
O

SOF v
P A 722

i

Notes Sample collector: 4

o /

For Lab use only

Analyze this drinking water sample for lead

Date and Time Lab received

Signature

Notes:

For relinquishing samples upon delivery to labs only

Relinquished date and signature

These samples were collected for lead screening purposes only and cannot be used for compliance.

http://www.azdeq.gov/LeadScreeningProg

Page 2 of 2
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ADEQ Public School Drinking Water Lead Screening Program

Sampling Plan & Collection Log
Collection Log | 7Dd=zo -]

for experienced sample collectors

Complete copy of this form for each sample collected. Your drinking water sample cannot be tested
unless a copy of this form is shipped to the lab with each sample. In addition, the sample cannot be
tested unless the Sample Identification Number matches the number on the sample container label.

226/ Check this box to confirm that water had not been used at this tap or other taps
in the area for 6 hours and no flushing was done prior to sampling

Name of School District | Catalina Foothills Unified District
School Name | Ventana Vista Elementary School

Building (name/number) | £7 4 /%7 Flooe—  to56 Jo/(

Type of Fixture (tap, drinking fountain etc.) |, ot ~ & Sia ko
Location of Fixture (example, room number) | 104

Sample Identification Number (Write this
number on the sample container and on /O /[ — O /
this sheet)

Date of Collection 7/5—//7

Time of Collection | Ag 2% )/
Printed Name of Sample C /JMLV(WJ &
) i

Signature Sample C

Notes Sample collector: d /

For Lab use only
Analyze this drinking water sample for lead
Date and Time Lab received
Signature
Notes:

For relinquishing samples upon delivery to labs only

Relinquished date and signature

These samples were collected for lead screening purposes only and cannot be used for compliance.

http://www.azdeq.gov/LeadScreeningProg

Page 2 of 2
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ADEQ Public School Drinking Water Lead Screening
Sampling Plan & Collection Log

Collection Log

for experienced

Program

sample collectors

Complete copy of this form for each sample collected. Your drinking water sample cannot be tested
unless a copy of this form is shipped to the lab with each sample. In addition, the sample cannot be

tested unless the Sample Identification Number m

atches the number on the sample container label.

?f Check this box to confirm that water had not been used at this tap or other taps

in the area for 6 hours and no flushing was done prior to sampling

Name of School District

School Name

Building (name/number)

Type of Fixture (tap, drinking fountain etc.)
Location of Fixture (example, room number)
Sample Identification Number (Write this
number on the sample container and on
this sheet)

Date of Collection

Time of Collection

Printed Name of Sample Collectory

Do 730 - |

Catalina Foothills Unified District

Ventana Vista Elementary School

FLb  znd foor  O/2

/:—OUY\% [WAN ODL g{/\ K

X033

70/2~0/(

/570 7

0853

/%/Q/v(,/ﬁ‘o//%%

Signature Sample Coltecto

e

Notes Sample collector:

For Lab use only

Analyze this drinking water sample for lead

Date and Time Lab received

Signature

Notes:

For relinquishing samples upon delivery to labs only

Relinquished date and signature

These samples were collected for lead screening purposes only and cannot be used for compliance.

http://www.azdeq.gov/LeadScreeningProg

Page 2 of 2

| Page 30 of 31



ADEQ Public School Drinking Water Lead Screening Program

Sampling Plan & Collection Log

Collection Log
for experienced sample collectors

/’?@673@43

Complete copy of this form for each sample collected. Your drinking water sample cannot be tested
unless a copy of this form is shipped to the lab with each sample. In addition, the sample cannot be
tested unless the Sample Identification Number matches the number on the sample container label.

Check this box to confirm that water had not been used at this tap or other taps

in the area for 6 hours and no flushing was done prior to sampling

Name of School District

School Name

Building (name/number)

Type of Fixture (tap, drinking fountain etc.)
Location of Fixture (example, room number)
Sample Identification Number (Write this
number on the sample container and on
this sheet)

Date of Collection

Time of Collection

Printed Name of Sample Collect

Signature Sample Colle€tor

Catalina Foothills Unified District

Ventana Vista Elementary School

F2- (O

/Zcpm\f\e\.v\ ot S nE&

|I“\/ O ?_‘

[0/ 3O/

4/57) 7~

OSLSC% ]

ity sl e

e o

Notes Sample collector:

For Lab use only

Analyze this drinking water sample for lead

Date and Time Lab received

Signature

Notes:

For relinquishing samples upon delivery to labs only

Relinquished date and signature

These samples were collected for lead screening purposes only and cannot be used for compliance.

http://www.azdeq.gov/LeadScreeningProg
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