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SGS Accutest

Sample Summary

Arizona Dept. of Environmental Quality

Job No: LA31117
School District, Lead in Drinking Water Testing
Project No: Dysart Learning Center (Desert Moon)/Dysart Unified District

Sample Collected Matrix Client
Number Date Time By Received Code Type Sample ID
LA31117-1 03/03/17 04:15CG  03/08/17 DW Drinking Water BLDG A 1001 OFFICES

DRINKING FOUNTAIN

LA31117-2 03/03/17 04:18 CG  03/08/17 DW Drinking Water BLDG B 1002 CAFE TAP

3of 19
SGS ACCU'(;EST

LA31117



Summary of Hits
Job Number: LA31117

Account: Arizona Dept. of Environmental Quality
Project: School District, Lead in Drinking Water Testing
Collected: 03/03/17

Page 1 of 1

Lab Sample ID Client Sample ID Result/

Analyte Qual RL MDL Units Method
LA31117-1 BLDG A 1001 OFFICES DRINKING FOUNTAIN

No hits reported in this sample.

LA31117-2 BLDG B 1002 CAFE TAP

Lead 1.2 1.0 ug/I EPA 200.8
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Lafayette

Sample Results

Report of Analysis
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SGS Accutest

Report of Analysis

Page 1 of 1

Client Sample ID:

Lab Sample ID: LA31117-1
Matrix: DW - Drinking Water
Project:

BLDG A 1001 OFFICES DRINKING FOUNTAIN

Date Sampled:

03/03/17

Date Received: 03/08/17

Percent Solids: n/a
School District, Lead in Drinking Water Testing

Total Metals Analysis

Analyte Result MCL RL

Lead ND 15 1.0

(1) Instrument QC Batch: MA6787
(2) Prep QC Batch: MP6990

Units

ug/I

DF Prep

1

Analyzed By  Method

03/09/17 03/09/17 RT EPA200.81

Prep Method

EPA 200.8 2

RL = Reporting Limit

MCL = Maximum Contamination Level (40 CFR 141)

ND = Not detected

SGS
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SGS Accutest

Report of Analysis

Page 1 of 1

Client Sample ID:

Lab Sample ID: LA31117-2
Matrix: DW - Drinking Water
Project:

BLDG B 1002 CAFE TAP

Date Sampled:

03/03/17

Date Received: 03/08/17

Percent Solids: n/a
School District, Lead in Drinking Water Testing

Total Metals Analysis

Analyte Result MCL RL

Lead 1.2 15 1.0

(1) Instrument QC Batch: MA6787
(2) Prep QC Batch: MP6990

Units

ug/I

DF Prep

1

Analyzed By  Method

03/09/17 03/09/17 RT EPA200.81

Prep Method

EPA 200.8 2

RL = Reporting Limit

MCL = Maximum Contamination Level (40 CFR 141)

ND = Not detected

SGS
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ACCUTEST

Lafayette

Section 4

Misc. Forms

Custody Documents and Other Forms

Includes the following where applicable:

<« Chain of Custody
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SGS Accutest Sample Receipt Summary

Job Number: LA31117 Client: ADEQ

Date / Time Received: 3/8/2017 9:40:00 AM

Project: PUBLIC SCHOOL DRINKING WATER

Delivery Method:

Cooler Temps (Initial/Adjusted): #1:(20.2/20.2);

Z

Cooler Security Yor N
1. Custody Seals for cooler Present
2. Custody Seals for bottles Present O
3. Custody Seals Intact

Cooler Temperature Y or
1. Temp criteria achieved:
2. Thermometer ID:

ORr ORO

4. COC Present:
5. Smpl Dates/Time OK

3. Cooler media: No Ice

4. No, Coolers

Quality Control Preservation _Y
1. Trip Blank present / cooler: O
OJ

2. Trip Blank listed on COC:
3. Samples preserved properly:

00 DD|z

4. VOCs headspace free:

O

Comments Samples not preserved for metal analysis.

N/A

K&

FedEx Airbill #'s: 778596773056

Y or N
0
J

Sample Integrity - Documentation
1. Sample labels present on bottles:
2. Container labeling complete:

3. Sample container label / COC agree:

Sample Integrity - Condition
1. Sample recvd within HT:

2. All containers accounted for:
3. Condition of sample:

Sample Integrity - Instructions
1. Analysis requested is clear:

2. Bottles received for unspecified tests

3. Sufficient volume recvd for analysis:
4. Compositing instructions clear:

5. Filtering instructions clear:

Y or N
0
0
0
Y or N
0
0
Intact
Y N _NA
(]
O
0
O 0
U 0

L A31117: Chain of Custody
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SGS  sccurest

LA31117



Sample Receipt Summary - Problem Resolution

Accutest Job Number: LA31117 Initiator:  HUTCHC

CSR: CHL Response Date 3/8/2017

Response: Preserved upon receipt.

LA31117: Chain of Custody
Page5of 5

SGS  accuresr

LA31117



_ ACCUTEST

Lafayette

Section 5

Metals Analysis

QC Data Summaries

Includes the following where applicable:

= Method Blank Summaries

= Matrix Spike and Duplicate Summaries

= Blank Spike and Lab Control Sample Summaries
= Serial Dilution Summaries

14 of 19
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BLANK RESULTS SUMVARY
Part 2 - Method Bl anks

Logi n Nunmber: LA31117
Account: ADEQAZP - Arizona Dept. of Environnental Quality
Project: School District, Lead in Drinking Water Testing

QC Batch I D: MP6990 Met hods: EPA 200. 8
Matrix Type: DRI NKI NG WATER Units: ng/l
Prep Date: 03/ 09/ 17
o
M8 [
Met al RL I DL MDL raw final =
Al um num 0. 020 . 024 . 013
ol
Ant i nony 0. 0050 .00082 .00081
Bari um 0. 0050 . 000076 . 00032
Beryl |ium 0. 00050 .000015 .000067
Bor on 0. 020 . 0012 . 0025
Cal ci um 0.20 . 013 . 028
Li t hi um 0. 0020 . 000051 . 0001
Lead 0.00050 .000022 .00013 -0.00011 <0.00050
Mol ybdenum 0. 0020 . 00015 . 00044
Pot assi um 0. 10 . 017 . 0091
Ur ani um 0. 0010 . 000081

Associ at ed sanpl es MP6990: LA31117-1, LA31117-2

Results < IDL are shown as zero for cal cul ati on purposes
(*) Qutside of QClimts
(anr) Anal yte not requested

Page 1
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MATRI X SPI KE AND DUPLI CATE RESULTS SUMVARY

Logi n Nunmber: LA31117

Account: ADEQAZP - Arizona Dept.

of Environmental Quality

Project: School District, Lead in Drinking Water Testing

QC Batch I D: MP6990
Matrix Type: DRI NKI NG WATER

Prep Date: 03/ 09/ 17

Met hods: EPA 200. 8
Units: ng/l

LA31115-7 Spi kel ot Q
Met al Oiginal Ms MPI CPMB5 % Rec Limts

Al um num

Ant i nony

Bari um

Beryllium

Bor on

Cal ci um

Li t hi um

Lead 0. 0019 0.19 0.20 94.1 70-130
Mol ybdenum

Pot assi um

Urani um

Associ at ed sanpl es MP6990: LA31117-1, LA31117-2

Results < IDL are shown as zero for cal cul ati on purposes
(*) Qutside of QClimts

(N) Matrix Spike Rec. outside of QC linmits
(anr) Analyte not requested

Page 1
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MATRI X SPI KE AND DUPLI CATE RESULTS SUMVARY

Logi n Nunmber: LA31117
Account: ADEQAZP - Arizona Dept. of Environnental Quality

Project: School District,

QC Batch I D: MP6990
Matrix Type: DRI NKI NG WATER

Prep Date:

Lead in Drinking Water Testing

Met hods: EPA 200. 8
Units: ng/l

03/ 09/ 17

LA31115-7 Spi kel ot
Met al Original MSD MPI CPMB5 % Rec

MSD lo o)
RPD Limit

Al um num

Ant i nony

Bari um

Beryllium

Bor on

Cal ci um

Li t hi um

Lead 0. 0019 0. 20 0.20 99.1
Mol ybdenum

Pot assi um

Urani um

Associ at ed sanpl es MP6990: LA31117-1, LA31117-2

Results < IDL are shown as zero for cal cul ati on purposes

(*) Qutside of QClimts
(N) Matrix Spike Rec. outside of QC linmits
(anr) Analyte not requested

Page 2
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SPI KE BLANK AND LAB CONTROL SAMPLE SUMVARY

Logi n Nunber:
Account: ADEQAZP - Arizona Dept.

QC Batch I D: MP6990
Matrix Type: DRI NKI NG WATER

Prep Date: 03/ 09/ 17

LA31117

of Environmental Quality
Project: School District, Lead in Drinking Water Testing

Met hods:
Units:

EPA 200. 8
ng/ |

BSP Spi kel ot Q
Met al Resul t MPI CPMBS5 % Rec Limts

Al um num

Ant i nony

Bari um

Beryllium

Bor on

Cal ci um

Li t hi um

Lead 0.11 0.10 110.0 85-115
Mol ybdenum

Pot assi um

Urani um

Associ at ed sanpl es MP6990: LA31117-1, LA31117-2
Results < IDL are shown as zero for cal cul ati on purposes

(*) Qutside of QClimts
(anr) Anal yte not requested

Page 1
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Account :
Proj ect:

QC Batch I D: MP6990
Matrix Type: DRI NKI NG WATER

Prep Date:

SERI AL DI LUTI ON RESULTS SUMVARY

Logi n Nunmber: LA31117
ADEQAZP - Arizona Dept. of Environmental Quality
School District, Lead in Drinking Water Testing

Met hods: EPA 200. 8
Units: ug/l

03/ 09/ 17

LA31115-7
Met al Oiginal SDL 1:5

fod)
I F Limts

Al um num

Ant i nony

Bari um

Beryllium

Bor on

Cal ci um

Li t hi um

Lead 0. 969 0. 651
Mol ybdenum

Pot assi um

Urani um

32.9 (a) 0-10

Associ at ed sanpl es MP6990: LA31117-1, LA31117-2

Results < IDL are shown as zero for cal cul ati on purposes

(*) Qutside of QClimts
(anr) Anal yte not requested

(a) Percent difference acceptable due to lowinitial sanple concentration (< 50 times IDL).

Page 1
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