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SGS Accutest

Sample Summary

Arizona Dept. of Environmental Quality

Job No: LA31002
School District, Lead in Drinking Water Testing
Project No: Steven R. Jasinski Elementary/Buckeye Elementary District

Sample Collected Matrix Client
Number Date Time By Received Code Type Sample ID
LA31002-1 03/01/17 05:15LD  03/03/17 DW Drinking Water MAIN BLDG 1001 DRINKING

FOUNTAIN GYM

LA31002-2 03/01/17 05:18 LD  03/03/17 DW Drinking Water 6 CLASSROOM ADDITION 1002
SINK ROOM 236

SGS
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Summary of Hits Page 1 of 1
Job Number: LA31002

Account: Arizona Dept. of Environmental Quality
Project: School District, Lead in Drinking Water Testing
Collected: 03/01/17

Lab Sample ID Client Sample ID Result/
Analyte Qual RL MDL Units Method

LA31002-1 MAIN BLDG 1001 DRINKING FOUNTAIN GYM
No hits reported in this sample.
LA31002-2 6 CLASSROOM ADDITION 1002 SINK ROOM 236

No hits reported in this sample.
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Sample Results

Report of Analysis
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SGS Accutest

Report of Analysis

Page 1 of 1

Client Sample ID:

Lab Sample ID: LA31002-1
Matrix: DW - Drinking Water
Project:

MAIN BLDG 1001 DRINKING FOUNTAIN GYM

Date Sampled:

03/01/17

Date Received: 03/03/17

Percent Solids: n/a
School District, Lead in Drinking Water Testing

Total Metals Analysis

Analyte Result MCL RL

Lead ND 15 1.0

(1) Instrument QC Batch: MA6734
(2) Prep QC Batch: MP6944

Units

ug/I

DF Prep

1

Analyzed By  Method

03/06/17 03/06/17 RT EPA200.81

Prep Method

EPA 200.8 2

RL = Reporting Limit

MCL = Maximum Contamination Level (40 CFR 141)

ND = Not detected

SGS
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SGS Accutest

Report of Analysis

Page 1 of 1

Client Sample ID:

Lab Sample ID: LA31002-2
Matrix: DW - Drinking Water
Project:

6 CLASSROOM ADDITION 1002 SINK ROOM 236

Date Sampled:

03/01/17

Date Received: 03/03/17

Percent Solids: n/a
School District, Lead in Drinking Water Testing

Total Metals Analysis

Analyte Result MCL RL

Lead ND 15 1.0

(1) Instrument QC Batch: MA6734
(2) Prep QC Batch: MP6944

Units

ug/I

DF Prep

1

Analyzed By  Method

03/06/17 03/06/17 RT EPA200.81

Prep Method

EPA 200.8 2

RL = Reporting Limit

MCL = Maximum Contamination Level (40 CFR 141)

ND = Not detected

SGS

7 of 18
ACCUTEST

LA31002



ACCUTEST

Lafayette

Section 4

Misc. Forms

Custody Documents and Other Forms

Includes the following where applicable:

<« Chain of Custody
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SGS Accutest Sample Receipt Summary

Job Number: LA31002 Client: A-DEQ Project: STEVEN R. JASINSKI

Date / Time Received: 3/3/2017 10:30:00 AM Delivery Method: FedEx Airbill #'s: 778560950509
Cooler Temps (Initial/Adjusted): #1:(18.4/18.4);

Cooler Security Y or N Y or N Sample Integrity - Documentation Y or N
1. Custody Seals Present: O 3. COC Present: U 1. Sample labels present on bottles: -
2. Custody Seals Intact: Ll 4. Smpl Dates/Time OK U 2. Container labeling complete: O
Cooler Temperature Y or N 3. Sample container label / COC agree: J
1. Temp criteria achieved: O Sample Integrity - Condition Y or N
2. Cooler temp verification: 1. Sample recvd within HT: O
3. Cooler media: No Ice 2. All containers accounted for: O
4. No. Coolers: 1 3. Condition of sample: Intact
Quality Control Preservation _Y or N N/A Sample Integrity - Instructions Y or N N/A
1. Trip Blank present / cooler: U U 1. Analysis requested is clear: i
2. Trip Blank listed on COC: U U 2. Bottles received for unspecified tests O
3. Samples preserved properly:  [] 3. Sufficient volume recvd for analysis: U
4. VOCs headspace free: O O 4. Compositing instructions clear: [ O
5. Filtering instructions clear: OJ ]

Comments

samples were preserved upon receipt

L A31002: Chain of Custody
Page 4 of 4
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_ ACCUTEST

Lafayette

Section 5

Metals Analysis

QC Data Summaries

Includes the following where applicable:

= Method Blank Summaries

= Matrix Spike and Duplicate Summaries

= Blank Spike and Lab Control Sample Summaries
= Serial Dilution Summaries

13 of 18
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BLANK RESULTS SUMVARY
Part 2 - Method Bl anks

Logi n Nunmber: LA31002
Account: ADEQAZP - Arizona Dept. of Environnental Quality
Project: School District, Lead in Drinking Water Testing

QC Batch I D: MP6944 Met hods: EPA 200. 8
Matrix Type: DRI NKI NG WATER Units: ng/l
Prep Date: 03/ 06/ 17
o
VB -
Met al RL I DL MDL raw final =
Al um num 0. 050 . 024 . 013
ol
Ant i nony 0. 0050 .00082 .00081
Arseni c 0. 0040 . 000039 . 00028
Bari um 0. 0050 . 000076 . 00032
Beryllium 0. 0020 . 000015 . 000067
Bor on 0. 020 . 0012 . 0025
Cadmi um 0. 0020 . 000022 .00033
Cal ci um 0.20 . 013 . 028
Chr onmi um 0. 0040 .00012 . 0002
Cobal t 0. 0020 . 000014 .00011
Copper 0. 0020 . 000078 .00025
Iron 0.10 . 0055 . 011
Li t hi um 0. 0020 . 000051 .0001
Lead 0. 0010 . 000022 .00013 0.000031 <0.0010
Magnesi um 0. 050 . 0057 . 0052
Manganese 0. 0020 . 000045 .00022

Mol ybdenum 0.0020 .00015 .00044

N ckel 0. 0020 . 000055 .00016
Pot assi um 0. 075 . 017 . 0091
Sel eni um 0. 0050 . 00053 . 00069
Silver 0. 0010 . 00045 . 00046
Sodi um 0.10 . 035 . 031
Strontium 0. 0010 . 000026 .00013
Thal I'i um 0. 0020 . 000091 .00039
Tin 0. 0040 . 00014 . 00063
Ti tani um 0. 0020 . 00033 . 0008
Ur ani um 0. 0010 . 000081
Vanadi um 0. 010 . 000046 .00028
Zinc 0. 0060 . 0067 . 0051

Associ at ed sanpl es MP6944: LA31002-1, LA31002-2

Results < IDL are shown as zero for cal cul ati on purposes
(*) CQutside of QC linits
(anr) Analyte not requested

Page 1
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MATRI X SPI KE AND DUPLI CATE RESULTS SUMVARY

Logi n Nunmber: LA31002
Account: ADEQAZP - Arizona Dept. of Environnental Quality
Project: School District, Lead in Drinking Water Testing

QC Batch I D: MP6944 Met hods: EPA 200. 8
Matrix Type: DRI NKI NG WATER Units: ng/l

Prep Date: 03/ 06/ 17

LA31002- 1 Spi kel ot Q
Met al Oiginal Ms MPI CPMB5 % Rec Limts

Al umi num

' I

Ant i nony

Arseni c

Barium

Beryl lium

Boron

Cadmi um

Cal ci um

Chr onmi um

Cobal t

Copper

Iron

Li t hi um

Lead 0.00017 0.094 0.10 93.8 70-130
Magnesi um

Manganese

Mol ybdenum

Ni ckel

Pot assi um

Sel eni um

Silver

Sodi um

Strontium

Thal i um

Tin

Titani um

Ur ani um

Vanadi um

Zi nc

Associ at ed sanpl es MP6944: LA31002-1, LA31002-2
Results < IDL are shown as zero for cal cul ati on purposes
(*) Qutside of QC limts

(N) Matrix Spike Rec. outside of QClimts
(anr) Anal yte not requested

Page 1
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MATRI X SPI KE AND DUPLI CATE RESULTS SUMVARY

Logi n Nunmber: LA31002
Account: ADEQAZP - Arizona Dept. of Environnental Quality
Project: School District, Lead in Drinking Water Testing

QC Batch I D: MP6944 Met hods: EPA 200. 8
Matrix Type: DRI NKI NG WATER Units: ng/l

Prep Date: 03/ 06/ 17

LA31002- 1 Spi kel ot MSD Q
Met al Original MSD MPI CPMB5 % Rec RPD Limt

Al umi num

' I

Ant i nony

Arseni c

Barium

Beryl lium

Boron

Cadmi um

Cal ci um

Chr onmi um

Cobal t

Copper

Iron

Li t hi um

Lead 0.00017 0.095 0.10 94.8 1.1 20
Magnesi um

Manganese

Mol ybdenum

Ni ckel

Pot assi um

Sel eni um

Silver

Sodi um

Strontium

Thal i um

Tin

Titani um

Ur ani um

Vanadi um

Zi nc

Associ at ed sanpl es MP6944: LA31002-1, LA31002-2
Results < IDL are shown as zero for cal cul ati on purposes
(*) CQutside of QC linits

(N) Matrix Spike Rec. outside of QClimts
(anr) Analyte not requested

Page 2
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SPI KE BLANK AND LAB CONTROL SAMPLE SUMVARY

Logi n Nunmber: LA31002
Account: ADEQAZP - Arizona Dept. of Environnental Quality
Project: School District, Lead in Drinking Water Testing

QC Batch I D: MP6944 Met hods: EPA 200. 8
Matrix Type: DRI NKI NG WATER Units: ng/l

Prep Date: 03/ 06/ 17

BSP Spi kel ot Q
Met al Resul t MPI CPMBS5 % Rec Limts

Al umi num

' I

Ant i nony

Arseni c

Barium

Beryl lium

Boron

Cadmi um

Cal ci um

Chr onmi um

Cobal t

Copper

Iron

Li t hi um

Lead 0.10 0.10 100.0 85-115
Magnesi um

Manganese

Mol ybdenum

Ni ckel

Pot assi um

Sel eni um

Silver

Sodi um

Strontium

Thal i um

Tin

Titani um

Ur ani um

Vanadi um

Zi nc

Associ at ed sanpl es MP6944: LA31002-1, LA31002-2
Results < IDL are shown as zero for cal cul ati on purposes

(*) Qutside of QC limts
(anr) Analyte not requested

Page 1
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SERI AL DI LUTI ON RESULTS SUMVARY

Logi n Nunmber: LA31002
Account: ADEQAZP - Arizona Dept. of Environnental Quality
Project: School District, Lead in Drinking Water Testing

QC Batch I D: MP6944 Met hods: EPA 200. 8
Matrix Type: DRI NKI NG WATER Units: ug/l

Prep Date: 03/ 06/ 17

LA31002- 1 Q
Met al Oiginal SDL 1:5 9% F Limts

Al um num
Ant i nony
Arseni c
Barium
Beryl lium
Boron

Cadmi um
Cal ci um
Chr onmi um
Cobal t
Copper

Iron

Li t hi um
Lead 0.168 0. 230 36.5 (a) 0-10
Magnesi um
Manganese
Mol ybdenum
Ni ckel

Pot assi um
Sel eni um
Silver

Sodi um
Strontium
Thal i um
Tin

Titani um
Ur ani um
Vanadi um
Zi nc

Associ at ed sanpl es MP6944: LA31002-1, LA31002-2
Results < IDL are shown as zero for cal cul ati on purposes

(*) Qutside of QC limts
(anr) Analyte not requested

(a) Percent difference acceptable due to low initial sanple concentration (< 50 times IDL).
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SGS

G

18 of 18

ACCUTEST
LA31002



	Cover Page
	Table of Contents
	Section 1: Sample Summary
	Section 2: Summary of Hits
	Section 3: Sample Results
	3.1: LA31002-1:  MAIN BLDG 1001 DRINKING FOUNTAIN GYM
	3.2: LA31002-2:  6 CLASSROOM ADDITION 1002 SINK ROOM 236

	Section 4: Misc. Forms
	4.1: Chain of Custody

	Section 5: Metals Analysis - QC Data Summaries
	5.1: Prep QC MP6944: Pb
	5.1.1: Method Blanks
	5.1.2: Matrix Spike and Duplicate Results Summary
	5.1.3: Spike Blank and LCS Summary
	5.1.4: Serial Dilution Results Summary



