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SGS Accutest

Sample Summary

Arizona Dept. of Environmental Quality
Job No: LA31560

School District, Lead in Drinking Water Testing
Project No:   Agua Fria High School/Agua Fria Union High School District

Sample Collected Matrix Client 
Number Date Time By Received Code Type Sample ID

LA31560-1 03/13/17 05:40 CN 03/18/17 DW Drinking Water A SINK NURSES OFFICE

LA31560-2 03/13/17 05:35 CN 03/18/17 DW Drinking Water A RESTROOM HAND SINK MENS
RESTROOM

LA31560-3 03/13/17 05:43 CN 03/18/17 DW Drinking Water B SINK SPED

LA31560-4 03/13/17 05:50 CN 03/18/17 DW Drinking Water C HAND WASH GIRLS R/R

LA31560-5 03/13/17 05:50 CN 03/18/17 DW Drinking Water C SINK EMP R/R

LA31560-6 03/13/17 05:45 CN 03/18/17 DW Drinking Water D HAND WASH SINK GIRLS R/R

LA31560-7 03/13/17 05:45 CN 03/18/17 DW Drinking Water D SINK D-LOUNGE

LA31560-8 03/13/17 06:00 CN 03/18/17 DW Drinking Water E HAND WASH BOYS R/R

LA31560-9 03/13/17 06:00 CN 03/18/17 DW Drinking Water E SINK E-5

LA31560-10 03/13/17 06:05 CN 03/18/17 DW Drinking Water F SINK F-4

LA31560-11 03/13/17 06:05 CN 03/18/17 DW Drinking Water F SINK F-2

LA31560-12 03/13/17 06:10 CN 03/18/17 DW Drinking Water G SINK ROTC

LA31560-13 03/13/17 06:10 CN 03/18/17 DW Drinking Water G SINK ROTC
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SGS Accutest

Sample Summary
(continued)

Arizona Dept. of Environmental Quality
Job No: LA31560

School District, Lead in Drinking Water Testing
Project No:   Agua Fria High School/Agua Fria Union High School District

Sample Collected Matrix Client 
Number Date Time By Received Code Type Sample ID

LA31560-14 03/13/17 05:40 JS 03/18/17 DW Drinking Water (1009)BLDG Y FLOOR 1 STAFF
RESTROOM SINK BATHROOM

LA31560-15 03/13/17 05:38 JS 03/18/17 DW Drinking Water BLDG Y ADMIN. FLOOR 2 SINK
STAFF LOUNGE

LA31560-16 03/13/17 05:45 JS 03/18/17 DW Drinking Water BLDG 700 (CENT. PLANT)
WATER (W.SIDE) WEST SIDE OF
CENTERAL

LA31560-17 03/13/17 06:15 JS 03/18/17 DW Drinking Water BLDG 700 EXT. H20 SPDOLET
POWER PLANT

LA31560-18 03/13/17 06:00 JS 03/18/17 DW Drinking Water BLDG 600 DRINKING FOUNTAIN
CAFETERIA

LA31560-19 03/13/17 05:50 JS 03/18/17 DW Drinking Water BLDG 600 CAFETERIA TAP
RESTROOM (STAFF)

LA31560-20 03/13/17 06:30 JS 03/18/17 DW Drinking Water OKF GYM TAP LOBBY RESTROOM

LA31560-21 03/13/17 06:35 JS 03/18/17 DW Drinking Water OKF GYM DRINKING FOUNTAIN
GYM

LA31560-22 03/13/17 06:40 JS 03/18/17 DW Drinking Water AUX GYM TAP STUDENT
RESTROOM

LA31560-23 03/13/17 06:45 JS 03/18/17 DW Drinking Water AUX GYM DRINKING FOUNTAIN
LOCKER ROOM

LA31560-24 03/13/17 06:50 JS 03/18/17 DW Drinking Water AUDITORIUM TAP BAND
RESTROOM

LA31560-25 03/13/17 06:55 JS 03/18/17 DW Drinking Water AUDITORIUM TAP PROP SHOP

LA31560-26 03/13/17 07:15 JS 03/18/17 DW Drinking Water BLDG 800 TAP T1
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SGS Accutest

Sample Summary
(continued)

Arizona Dept. of Environmental Quality
Job No: LA31560

School District, Lead in Drinking Water Testing
Project No:   Agua Fria High School/Agua Fria Union High School District

Sample Collected Matrix Client 
Number Date Time By Received Code Type Sample ID

LA31560-27 03/13/17 07:10 JS 03/18/17 DW Drinking Water BLDG 800 TAP T2

LA31560-28 03/13/17 07:05 JS 03/18/17 DW Drinking Water NEW DIRECTIONS TAP
KITCHEN/WORKROOM

LA31560-29 03/13/17 07:10 JS 03/18/17 DW Drinking Water TRANSPORTATION FACILITY TAP
GARAGE

LA31560-30 03/13/17 05:39 DP 03/18/17 DW Drinking Water BKDNG X SINK D.WAREHOUSE

LA31560-31 03/13/17 07:00 CN 03/18/17 DW Drinking Water WHSB SINK RESTROOM

LA31560-32 03/13/17 05:50 DP 03/18/17 DW Drinking Water BLDNG K SINK, LOUNGE
BREAKROOM

LA31560-33 03/13/17 05:46 DP 03/18/17 DW Drinking Water BLDNG J SINK J-14

LA31560-34 03/13/17 06:25 DP 03/18/17 DW Drinking Water NEW GYM SINK COACHES RR

LA31560-35 03/13/17 06:00 DP 03/18/17 DW Drinking Water BLDNG P DRINKING FOUNTAIN
WEIGHT ROOM

LA31560-36 03/13/17 05:30 DP 03/18/17 DW Drinking Water 800 SINK MAINT.

LA31560-37 03/13/17 06:50 DP 03/18/17 DW Drinking Water BLDNG V SINK BLDNG OF PROPS

LA31560-38 03/13/17 06:05 DP 03/18/17 DW Drinking Water BLDNG O SINK WAREHOUSE
TRANSPORTATION

LA31560-39 03/13/17 05:15 DP 03/18/17 DW Drinking Water BLDNG Q SINK Q-14
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SGS Accutest

Sample Summary
(continued)

Arizona Dept. of Environmental Quality
Job No: LA31560

School District, Lead in Drinking Water Testing
Project No:   Agua Fria High School/Agua Fria Union High School District

Sample Collected Matrix Client 
Number Date Time By Received Code Type Sample ID

LA31560-40 03/13/17 05:55 DP 03/18/17 DW Drinking Water BLDNG R DRINKING FOUNTAIN
LOCKER ROOM
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Summary of Hits Page 1 of 4     
Job Number: LA31560
Account: Arizona Dept. of Environmental Quality
Project: School District, Lead in Drinking Water Testing
Collected: 03/13/17

Lab Sample ID   Client Sample ID Result/
Analyte Qual RL MDL Units Method

LA31560-1 A SINK NURSES OFFICE

Lead 9.1 1.0 ug/l EPA 200.8

LA31560-2 A RESTROOM HAND SINK MENS RESTROOM

No hits reported in this sample.

LA31560-3 B SINK SPED

No hits reported in this sample.

LA31560-4 C HAND WASH GIRLS R/R

No hits reported in this sample.

LA31560-5 C SINK EMP R/R

No hits reported in this sample.

LA31560-6 D HAND WASH SINK GIRLS R/R

Lead 3.4 1.0 ug/l EPA 200.8

LA31560-7 D SINK D-LOUNGE

Lead 1.6 1.0 ug/l EPA 200.8

LA31560-8 E HAND WASH BOYS R/R

Lead 5.0 1.0 ug/l EPA 200.8

LA31560-9 E SINK E-5

No hits reported in this sample.

LA31560-10 F SINK F-4

Lead 4.6 1.0 ug/l EPA 200.8

LA31560-11 F SINK F-2

Lead 1.8 1.0 ug/l EPA 200.8
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Summary of Hits Page 2 of 4     
Job Number: LA31560
Account: Arizona Dept. of Environmental Quality
Project: School District, Lead in Drinking Water Testing
Collected: 03/13/17

Lab Sample ID   Client Sample ID Result/
Analyte Qual RL MDL Units Method

LA31560-12 G SINK ROTC

Lead 50 1.0 ug/l EPA 200.8

LA31560-13 G SINK ROTC

Lead 15 1.0 ug/l EPA 200.8

LA31560-14 (1009)BLDG Y FLOOR 1 STAFF RESTROOM SINK BATHROOM

No hits reported in this sample.

LA31560-15 BLDG Y ADMIN. FLOOR 2 SINK STAFF LOUNGE

Lead 1.5 1.0 ug/l EPA 200.8

LA31560-16 BLDG 700 (CENT. PLANT) WATER (W.SIDE) WEST SIDE OF CENTERAL

Lead 3.8 1.0 ug/l EPA 200.8

LA31560-17 BLDG 700 EXT. H20 SPDOLET POWER PLANT

Lead 5.4 1.0 ug/l EPA 200.8

LA31560-18 BLDG 600 DRINKING FOUNTAIN CAFETERIA

No hits reported in this sample.

LA31560-19 BLDG 600 CAFETERIA TAP RESTROOM (STAFF)

No hits reported in this sample.

LA31560-20 OKF GYM TAP LOBBY RESTROOM

No hits reported in this sample.

LA31560-21 OKF GYM DRINKING FOUNTAIN GYM

No hits reported in this sample.

LA31560-22 AUX GYM TAP STUDENT RESTROOM

Lead 1.8 1.0 ug/l EPA 200.8
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Summary of Hits Page 3 of 4     
Job Number: LA31560
Account: Arizona Dept. of Environmental Quality
Project: School District, Lead in Drinking Water Testing
Collected: 03/13/17

Lab Sample ID   Client Sample ID Result/
Analyte Qual RL MDL Units Method

LA31560-23 AUX GYM DRINKING FOUNTAIN LOCKER ROOM

No hits reported in this sample.

LA31560-24 AUDITORIUM TAP BAND RESTROOM

Lead 5.3 1.0 ug/l EPA 200.8

LA31560-25 AUDITORIUM TAP PROP SHOP

Lead 1.6 1.0 ug/l EPA 200.8

LA31560-26 BLDG 800 TAP T1

Lead 2.8 1.0 ug/l EPA 200.8

LA31560-27 BLDG 800 TAP T2

Lead 1.3 1.0 ug/l EPA 200.8

LA31560-28 NEW DIRECTIONS TAP KITCHEN/WORKROOM

No hits reported in this sample.

LA31560-29 TRANSPORTATION FACILITY TAP GARAGE

No hits reported in this sample.

LA31560-30 BKDNG X SINK D.WAREHOUSE

No hits reported in this sample.

LA31560-31 WHSB SINK RESTROOM

No hits reported in this sample.

LA31560-32 BLDNG K SINK, LOUNGE BREAKROOM

No hits reported in this sample.

LA31560-33 BLDNG J SINK J-14

No hits reported in this sample.

10 of 121

LA31560

2



Summary of Hits Page 4 of 4     
Job Number: LA31560
Account: Arizona Dept. of Environmental Quality
Project: School District, Lead in Drinking Water Testing
Collected: 03/13/17

Lab Sample ID   Client Sample ID Result/
Analyte Qual RL MDL Units Method

LA31560-34 NEW GYM SINK COACHES RR

No hits reported in this sample.

LA31560-35 BLDNG P DRINKING FOUNTAIN WEIGHT ROOM

Lead 1.2 1.0 ug/l EPA 200.8

LA31560-36 800 SINK MAINT.

No hits reported in this sample.

LA31560-37 BLDNG V SINK BLDNG OF PROPS

No hits reported in this sample.

LA31560-38 BLDNG O SINK WAREHOUSE TRANSPORTATION

Lead 1.9 1.0 ug/l EPA 200.8

LA31560-39 BLDNG Q SINK Q-14

No hits reported in this sample.

LA31560-40 BLDNG R DRINKING FOUNTAIN LOCKER ROOM

No hits reported in this sample.
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Sample Results

Report of Analysis
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SGS Accutest

Report of Analysis Page 1 of 1     

Client Sample ID: A SINK NURSES OFFICE 
Lab Sample ID: LA31560-1 Date Sampled: 03/13/17 
Matrix: DW - Drinking Water   Date Received: 03/18/17 

Percent Solids: n/a 
Project: School District, Lead in Drinking Water Testing

Total Metals Analysis

Analyte Result MCL RL Units DF Prep Analyzed By Method Prep Method

Lead 9.1 15 1.0 ug/l 1 03/22/17 03/23/17 RT EPA 200.8 1 EPA 200.8 2

(1) Instrument QC Batch: MA7010
(2) Prep QC Batch: MP7179

RL = Reporting Limit ND = Not detected
MCL = Maximum Contamination Level (40 CFR 141)
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SGS Accutest

Report of Analysis Page 1 of 1     

Client Sample ID: A RESTROOM HAND SINK MENS RESTROOM 
Lab Sample ID: LA31560-2 Date Sampled: 03/13/17 
Matrix: DW - Drinking Water   Date Received: 03/18/17 

Percent Solids: n/a 
Project: School District, Lead in Drinking Water Testing

Total Metals Analysis

Analyte Result MCL RL Units DF Prep Analyzed By Method Prep Method

Lead ND 15 1.0 ug/l 1 03/22/17 03/23/17 RT EPA 200.8 1 EPA 200.8 2

(1) Instrument QC Batch: MA7010
(2) Prep QC Batch: MP7179

RL = Reporting Limit ND = Not detected
MCL = Maximum Contamination Level (40 CFR 141)
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SGS Accutest

Report of Analysis Page 1 of 1     

Client Sample ID: B SINK SPED 
Lab Sample ID: LA31560-3 Date Sampled: 03/13/17 
Matrix: DW - Drinking Water   Date Received: 03/18/17 

Percent Solids: n/a 
Project: School District, Lead in Drinking Water Testing

Total Metals Analysis

Analyte Result MCL RL Units DF Prep Analyzed By Method Prep Method

Lead ND 15 1.0 ug/l 1 03/22/17 03/23/17 RT EPA 200.8 1 EPA 200.8 2

(1) Instrument QC Batch: MA7010
(2) Prep QC Batch: MP7179

RL = Reporting Limit ND = Not detected
MCL = Maximum Contamination Level (40 CFR 141)
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SGS Accutest

Report of Analysis Page 1 of 1     

Client Sample ID: C HAND WASH GIRLS R/R 
Lab Sample ID: LA31560-4 Date Sampled: 03/13/17 
Matrix: DW - Drinking Water   Date Received: 03/18/17 

Percent Solids: n/a 
Project: School District, Lead in Drinking Water Testing

Total Metals Analysis

Analyte Result MCL RL Units DF Prep Analyzed By Method Prep Method

Lead ND 15 1.0 ug/l 1 03/22/17 03/23/17 RT EPA 200.8 1 EPA 200.8 2

(1) Instrument QC Batch: MA7010
(2) Prep QC Batch: MP7179

RL = Reporting Limit ND = Not detected
MCL = Maximum Contamination Level (40 CFR 141)
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SGS Accutest

Report of Analysis Page 1 of 1     

Client Sample ID: C SINK EMP R/R 
Lab Sample ID: LA31560-5 Date Sampled: 03/13/17 
Matrix: DW - Drinking Water   Date Received: 03/18/17 

Percent Solids: n/a 
Project: School District, Lead in Drinking Water Testing

Total Metals Analysis

Analyte Result MCL RL Units DF Prep Analyzed By Method Prep Method

Lead ND 15 1.0 ug/l 1 03/22/17 03/23/17 RT EPA 200.8 1 EPA 200.8 2

(1) Instrument QC Batch: MA7010
(2) Prep QC Batch: MP7179

RL = Reporting Limit ND = Not detected
MCL = Maximum Contamination Level (40 CFR 141)
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SGS Accutest

Report of Analysis Page 1 of 1     

Client Sample ID: D HAND WASH SINK GIRLS R/R 
Lab Sample ID: LA31560-6 Date Sampled: 03/13/17 
Matrix: DW - Drinking Water   Date Received: 03/18/17 

Percent Solids: n/a 
Project: School District, Lead in Drinking Water Testing

Total Metals Analysis

Analyte Result MCL RL Units DF Prep Analyzed By Method Prep Method

Lead 3.4 15 1.0 ug/l 1 03/22/17 03/23/17 RT EPA 200.8 1 EPA 200.8 2

(1) Instrument QC Batch: MA7010
(2) Prep QC Batch: MP7179

RL = Reporting Limit ND = Not detected
MCL = Maximum Contamination Level (40 CFR 141)
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SGS Accutest

Report of Analysis Page 1 of 1     

Client Sample ID: D SINK D-LOUNGE 
Lab Sample ID: LA31560-7 Date Sampled: 03/13/17 
Matrix: DW - Drinking Water   Date Received: 03/18/17 

Percent Solids: n/a 
Project: School District, Lead in Drinking Water Testing

Total Metals Analysis

Analyte Result MCL RL Units DF Prep Analyzed By Method Prep Method

Lead 1.6 15 1.0 ug/l 1 03/22/17 03/23/17 RT EPA 200.8 1 EPA 200.8 2

(1) Instrument QC Batch: MA7010
(2) Prep QC Batch: MP7179

RL = Reporting Limit ND = Not detected
MCL = Maximum Contamination Level (40 CFR 141)
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SGS Accutest

Report of Analysis Page 1 of 1     

Client Sample ID: E HAND WASH BOYS R/R 
Lab Sample ID: LA31560-8 Date Sampled: 03/13/17 
Matrix: DW - Drinking Water   Date Received: 03/18/17 

Percent Solids: n/a 
Project: School District, Lead in Drinking Water Testing

Total Metals Analysis

Analyte Result MCL RL Units DF Prep Analyzed By Method Prep Method

Lead 5.0 15 1.0 ug/l 1 03/22/17 03/23/17 RT EPA 200.8 1 EPA 200.8 2

(1) Instrument QC Batch: MA7010
(2) Prep QC Batch: MP7179

RL = Reporting Limit ND = Not detected
MCL = Maximum Contamination Level (40 CFR 141)
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SGS Accutest

Report of Analysis Page 1 of 1     

Client Sample ID: E SINK E-5 
Lab Sample ID: LA31560-9 Date Sampled: 03/13/17 
Matrix: DW - Drinking Water   Date Received: 03/18/17 

Percent Solids: n/a 
Project: School District, Lead in Drinking Water Testing

Total Metals Analysis

Analyte Result MCL RL Units DF Prep Analyzed By Method Prep Method

Lead ND 15 1.0 ug/l 1 03/22/17 03/23/17 RT EPA 200.8 1 EPA 200.8 2

(1) Instrument QC Batch: MA7010
(2) Prep QC Batch: MP7179

RL = Reporting Limit ND = Not detected
MCL = Maximum Contamination Level (40 CFR 141)
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SGS Accutest

Report of Analysis Page 1 of 1     

Client Sample ID: F SINK F-4 
Lab Sample ID: LA31560-10 Date Sampled: 03/13/17 
Matrix: DW - Drinking Water   Date Received: 03/18/17 

Percent Solids: n/a 
Project: School District, Lead in Drinking Water Testing

Total Metals Analysis

Analyte Result MCL RL Units DF Prep Analyzed By Method Prep Method

Lead 4.6 15 1.0 ug/l 1 03/22/17 03/23/17 RT EPA 200.8 1 EPA 200.8 2

(1) Instrument QC Batch: MA7010
(2) Prep QC Batch: MP7180

RL = Reporting Limit ND = Not detected
MCL = Maximum Contamination Level (40 CFR 141)
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SGS Accutest

Report of Analysis Page 1 of 1     

Client Sample ID: F SINK F-2 
Lab Sample ID: LA31560-11 Date Sampled: 03/13/17 
Matrix: DW - Drinking Water   Date Received: 03/18/17 

Percent Solids: n/a 
Project: School District, Lead in Drinking Water Testing

Total Metals Analysis

Analyte Result MCL RL Units DF Prep Analyzed By Method Prep Method

Lead 1.8 15 1.0 ug/l 1 03/22/17 03/23/17 RT EPA 200.8 1 EPA 200.8 2

(1) Instrument QC Batch: MA7010
(2) Prep QC Batch: MP7180

RL = Reporting Limit ND = Not detected
MCL = Maximum Contamination Level (40 CFR 141)
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SGS Accutest

Report of Analysis Page 1 of 1     

Client Sample ID: G SINK ROTC 
Lab Sample ID: LA31560-12 Date Sampled: 03/13/17 
Matrix: DW - Drinking Water   Date Received: 03/18/17 

Percent Solids: n/a 
Project: School District, Lead in Drinking Water Testing

Total Metals Analysis

Analyte Result MCL RL Units DF Prep Analyzed By Method Prep Method

Lead 50 15 1.0 ug/l 1 03/22/17 03/23/17 RT EPA 200.8 1 EPA 200.8 2

(1) Instrument QC Batch: MA7010
(2) Prep QC Batch: MP7180

RL = Reporting Limit ND = Not detected
MCL = Maximum Contamination Level (40 CFR 141)
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SGS Accutest

Report of Analysis Page 1 of 1     

Client Sample ID: G SINK ROTC 
Lab Sample ID: LA31560-13 Date Sampled: 03/13/17 
Matrix: DW - Drinking Water   Date Received: 03/18/17 

Percent Solids: n/a 
Project: School District, Lead in Drinking Water Testing

Total Metals Analysis

Analyte Result MCL RL Units DF Prep Analyzed By Method Prep Method

Lead 15 15 1.0 ug/l 1 03/22/17 03/23/17 RT EPA 200.8 1 EPA 200.8 2

(1) Instrument QC Batch: MA7010
(2) Prep QC Batch: MP7180

RL = Reporting Limit ND = Not detected
MCL = Maximum Contamination Level (40 CFR 141)
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SGS Accutest

Report of Analysis Page 1 of 1     

Client Sample ID: (1009)BLDG Y FLOOR 1 STAFF RESTROOM SINK BATHROOM 
Lab Sample ID: LA31560-14 Date Sampled: 03/13/17 
Matrix: DW - Drinking Water   Date Received: 03/18/17 

Percent Solids: n/a 
Project: School District, Lead in Drinking Water Testing

Total Metals Analysis

Analyte Result MCL RL Units DF Prep Analyzed By Method Prep Method

Lead ND 15 1.0 ug/l 1 03/22/17 03/23/17 RT EPA 200.8 1 EPA 200.8 2

(1) Instrument QC Batch: MA7010
(2) Prep QC Batch: MP7180

RL = Reporting Limit ND = Not detected
MCL = Maximum Contamination Level (40 CFR 141)
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Report of Analysis Page 1 of 1     

Client Sample ID: BLDG Y ADMIN. FLOOR 2 SINK STAFF LOUNGE 
Lab Sample ID: LA31560-15 Date Sampled: 03/13/17 
Matrix: DW - Drinking Water   Date Received: 03/18/17 

Percent Solids: n/a 
Project: School District, Lead in Drinking Water Testing

Total Metals Analysis

Analyte Result MCL RL Units DF Prep Analyzed By Method Prep Method

Lead 1.5 15 1.0 ug/l 1 03/22/17 03/23/17 RT EPA 200.8 1 EPA 200.8 2

(1) Instrument QC Batch: MA7010
(2) Prep QC Batch: MP7180

RL = Reporting Limit ND = Not detected
MCL = Maximum Contamination Level (40 CFR 141)
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SGS Accutest

Report of Analysis Page 1 of 1     

Client Sample ID: BLDG 700 (CENT. PLANT) WATER (W.SIDE) WEST SIDE OF CENTERAL 
Lab Sample ID: LA31560-16 Date Sampled: 03/13/17 
Matrix: DW - Drinking Water   Date Received: 03/18/17 

Percent Solids: n/a 
Project: School District, Lead in Drinking Water Testing

Total Metals Analysis

Analyte Result MCL RL Units DF Prep Analyzed By Method Prep Method

Lead 3.8 15 1.0 ug/l 1 03/22/17 03/23/17 RT EPA 200.8 1 EPA 200.8 2

(1) Instrument QC Batch: MA7010
(2) Prep QC Batch: MP7180

RL = Reporting Limit ND = Not detected
MCL = Maximum Contamination Level (40 CFR 141)
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Report of Analysis Page 1 of 1     

Client Sample ID: BLDG 700 EXT. H20 SPDOLET POWER PLANT 
Lab Sample ID: LA31560-17 Date Sampled: 03/13/17 
Matrix: DW - Drinking Water   Date Received: 03/18/17 

Percent Solids: n/a 
Project: School District, Lead in Drinking Water Testing

Total Metals Analysis

Analyte Result MCL RL Units DF Prep Analyzed By Method Prep Method

Lead 5.4 15 1.0 ug/l 1 03/22/17 03/23/17 RT EPA 200.8 1 EPA 200.8 2

(1) Instrument QC Batch: MA7010
(2) Prep QC Batch: MP7180

RL = Reporting Limit ND = Not detected
MCL = Maximum Contamination Level (40 CFR 141)
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Client Sample ID: BLDG 600 DRINKING FOUNTAIN CAFETERIA 
Lab Sample ID: LA31560-18 Date Sampled: 03/13/17 
Matrix: DW - Drinking Water   Date Received: 03/18/17 

Percent Solids: n/a 
Project: School District, Lead in Drinking Water Testing

Total Metals Analysis

Analyte Result MCL RL Units DF Prep Analyzed By Method Prep Method

Lead ND 15 1.0 ug/l 1 03/22/17 03/23/17 RT EPA 200.8 1 EPA 200.8 2

(1) Instrument QC Batch: MA7010
(2) Prep QC Batch: MP7180

RL = Reporting Limit ND = Not detected
MCL = Maximum Contamination Level (40 CFR 141)
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Report of Analysis Page 1 of 1     

Client Sample ID: BLDG 600 CAFETERIA TAP RESTROOM (STAFF) 
Lab Sample ID: LA31560-19 Date Sampled: 03/13/17 
Matrix: DW - Drinking Water   Date Received: 03/18/17 

Percent Solids: n/a 
Project: School District, Lead in Drinking Water Testing

Total Metals Analysis

Analyte Result MCL RL Units DF Prep Analyzed By Method Prep Method

Lead ND 15 1.0 ug/l 1 03/22/17 03/23/17 RT EPA 200.8 1 EPA 200.8 2

(1) Instrument QC Batch: MA7010
(2) Prep QC Batch: MP7180

RL = Reporting Limit ND = Not detected
MCL = Maximum Contamination Level (40 CFR 141)
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Report of Analysis Page 1 of 1     

Client Sample ID: OKF GYM TAP LOBBY RESTROOM 
Lab Sample ID: LA31560-20 Date Sampled: 03/13/17 
Matrix: DW - Drinking Water   Date Received: 03/18/17 

Percent Solids: n/a 
Project: School District, Lead in Drinking Water Testing

Total Metals Analysis

Analyte Result MCL RL Units DF Prep Analyzed By Method Prep Method

Lead ND 15 1.0 ug/l 1 03/22/17 03/23/17 RT EPA 200.8 1 EPA 200.8 2

(1) Instrument QC Batch: MA7010
(2) Prep QC Batch: MP7181

RL = Reporting Limit ND = Not detected
MCL = Maximum Contamination Level (40 CFR 141)
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Report of Analysis Page 1 of 1     

Client Sample ID: OKF GYM DRINKING FOUNTAIN GYM 
Lab Sample ID: LA31560-21 Date Sampled: 03/13/17 
Matrix: DW - Drinking Water   Date Received: 03/18/17 

Percent Solids: n/a 
Project: School District, Lead in Drinking Water Testing

Total Metals Analysis

Analyte Result MCL RL Units DF Prep Analyzed By Method Prep Method

Lead ND 15 1.0 ug/l 1 03/22/17 03/23/17 RT EPA 200.8 1 EPA 200.8 2

(1) Instrument QC Batch: MA7010
(2) Prep QC Batch: MP7181

RL = Reporting Limit ND = Not detected
MCL = Maximum Contamination Level (40 CFR 141)
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Report of Analysis Page 1 of 1     

Client Sample ID: AUX GYM TAP STUDENT RESTROOM 
Lab Sample ID: LA31560-22 Date Sampled: 03/13/17 
Matrix: DW - Drinking Water   Date Received: 03/18/17 

Percent Solids: n/a 
Project: School District, Lead in Drinking Water Testing

Total Metals Analysis

Analyte Result MCL RL Units DF Prep Analyzed By Method Prep Method

Lead 1.8 15 1.0 ug/l 1 03/22/17 03/23/17 RT EPA 200.8 1 EPA 200.8 2

(1) Instrument QC Batch: MA7010
(2) Prep QC Batch: MP7181

RL = Reporting Limit ND = Not detected
MCL = Maximum Contamination Level (40 CFR 141)
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Report of Analysis Page 1 of 1     

Client Sample ID: AUX GYM DRINKING FOUNTAIN LOCKER ROOM 
Lab Sample ID: LA31560-23 Date Sampled: 03/13/17 
Matrix: DW - Drinking Water   Date Received: 03/18/17 

Percent Solids: n/a 
Project: School District, Lead in Drinking Water Testing

Total Metals Analysis

Analyte Result MCL RL Units DF Prep Analyzed By Method Prep Method

Lead ND 15 1.0 ug/l 1 03/22/17 03/23/17 RT EPA 200.8 1 EPA 200.8 2

(1) Instrument QC Batch: MA7010
(2) Prep QC Batch: MP7181

RL = Reporting Limit ND = Not detected
MCL = Maximum Contamination Level (40 CFR 141)
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Report of Analysis Page 1 of 1     

Client Sample ID: AUDITORIUM TAP BAND RESTROOM 
Lab Sample ID: LA31560-24 Date Sampled: 03/13/17 
Matrix: DW - Drinking Water   Date Received: 03/18/17 

Percent Solids: n/a 
Project: School District, Lead in Drinking Water Testing

Total Metals Analysis

Analyte Result MCL RL Units DF Prep Analyzed By Method Prep Method

Lead 5.3 15 1.0 ug/l 1 03/22/17 03/23/17 RT EPA 200.8 1 EPA 200.8 2

(1) Instrument QC Batch: MA7010
(2) Prep QC Batch: MP7181

RL = Reporting Limit ND = Not detected
MCL = Maximum Contamination Level (40 CFR 141)
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Report of Analysis Page 1 of 1     

Client Sample ID: AUDITORIUM TAP PROP SHOP 
Lab Sample ID: LA31560-25 Date Sampled: 03/13/17 
Matrix: DW - Drinking Water   Date Received: 03/18/17 

Percent Solids: n/a 
Project: School District, Lead in Drinking Water Testing

Total Metals Analysis

Analyte Result MCL RL Units DF Prep Analyzed By Method Prep Method

Lead 1.6 15 1.0 ug/l 1 03/22/17 03/23/17 RT EPA 200.8 1 EPA 200.8 2

(1) Instrument QC Batch: MA7010
(2) Prep QC Batch: MP7181

RL = Reporting Limit ND = Not detected
MCL = Maximum Contamination Level (40 CFR 141)
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SGS Accutest

Report of Analysis Page 1 of 1     

Client Sample ID: BLDG 800 TAP T1 
Lab Sample ID: LA31560-26 Date Sampled: 03/13/17 
Matrix: DW - Drinking Water   Date Received: 03/18/17 

Percent Solids: n/a 
Project: School District, Lead in Drinking Water Testing

Total Metals Analysis

Analyte Result MCL RL Units DF Prep Analyzed By Method Prep Method

Lead 2.8 15 1.0 ug/l 1 03/22/17 03/23/17 RT EPA 200.8 1 EPA 200.8 2

(1) Instrument QC Batch: MA7010
(2) Prep QC Batch: MP7181

RL = Reporting Limit ND = Not detected
MCL = Maximum Contamination Level (40 CFR 141)
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Report of Analysis Page 1 of 1     

Client Sample ID: BLDG 800 TAP T2 
Lab Sample ID: LA31560-27 Date Sampled: 03/13/17 
Matrix: DW - Drinking Water   Date Received: 03/18/17 

Percent Solids: n/a 
Project: School District, Lead in Drinking Water Testing

Total Metals Analysis

Analyte Result MCL RL Units DF Prep Analyzed By Method Prep Method

Lead 1.3 15 1.0 ug/l 1 03/22/17 03/23/17 RT EPA 200.8 1 EPA 200.8 2

(1) Instrument QC Batch: MA7010
(2) Prep QC Batch: MP7181

RL = Reporting Limit ND = Not detected
MCL = Maximum Contamination Level (40 CFR 141)
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Report of Analysis Page 1 of 1     

Client Sample ID: NEW DIRECTIONS TAP KITCHEN/WORKROOM 
Lab Sample ID: LA31560-28 Date Sampled: 03/13/17 
Matrix: DW - Drinking Water   Date Received: 03/18/17 

Percent Solids: n/a 
Project: School District, Lead in Drinking Water Testing

Total Metals Analysis

Analyte Result MCL RL Units DF Prep Analyzed By Method Prep Method

Lead ND 15 1.0 ug/l 1 03/22/17 03/23/17 RT EPA 200.8 1 EPA 200.8 2

(1) Instrument QC Batch: MA7010
(2) Prep QC Batch: MP7181

RL = Reporting Limit ND = Not detected
MCL = Maximum Contamination Level (40 CFR 141)
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Report of Analysis Page 1 of 1     

Client Sample ID: TRANSPORTATION FACILITY TAP GARAGE 
Lab Sample ID: LA31560-29 Date Sampled: 03/13/17 
Matrix: DW - Drinking Water   Date Received: 03/18/17 

Percent Solids: n/a 
Project: School District, Lead in Drinking Water Testing

Total Metals Analysis

Analyte Result MCL RL Units DF Prep Analyzed By Method Prep Method

Lead ND 15 1.0 ug/l 1 03/22/17 03/23/17 RT EPA 200.8 1 EPA 200.8 2

(1) Instrument QC Batch: MA7010
(2) Prep QC Batch: MP7181

RL = Reporting Limit ND = Not detected
MCL = Maximum Contamination Level (40 CFR 141)
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SGS Accutest

Report of Analysis Page 1 of 1     

Client Sample ID: BKDNG X SINK D.WAREHOUSE 
Lab Sample ID: LA31560-30 Date Sampled: 03/13/17 
Matrix: DW - Drinking Water   Date Received: 03/18/17 

Percent Solids: n/a 
Project: School District, Lead in Drinking Water Testing

Total Metals Analysis

Analyte Result MCL RL Units DF Prep Analyzed By Method Prep Method

Lead ND 15 1.0 ug/l 1 03/22/17 03/23/17 RT EPA 200.8 1 EPA 200.8 2

(1) Instrument QC Batch: MA7010
(2) Prep QC Batch: MP7182

RL = Reporting Limit ND = Not detected
MCL = Maximum Contamination Level (40 CFR 141)
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Report of Analysis Page 1 of 1     

Client Sample ID: WHSB SINK RESTROOM 
Lab Sample ID: LA31560-31 Date Sampled: 03/13/17 
Matrix: DW - Drinking Water   Date Received: 03/18/17 

Percent Solids: n/a 
Project: School District, Lead in Drinking Water Testing

Total Metals Analysis

Analyte Result MCL RL Units DF Prep Analyzed By Method Prep Method

Lead ND 15 1.0 ug/l 1 03/22/17 03/23/17 RT EPA 200.8 1 EPA 200.8 2

(1) Instrument QC Batch: MA7010
(2) Prep QC Batch: MP7182

RL = Reporting Limit ND = Not detected
MCL = Maximum Contamination Level (40 CFR 141)
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Report of Analysis Page 1 of 1     

Client Sample ID: BLDNG K SINK, LOUNGE BREAKROOM 
Lab Sample ID: LA31560-32 Date Sampled: 03/13/17 
Matrix: DW - Drinking Water   Date Received: 03/18/17 

Percent Solids: n/a 
Project: School District, Lead in Drinking Water Testing

Total Metals Analysis

Analyte Result MCL RL Units DF Prep Analyzed By Method Prep Method

Lead ND 15 1.0 ug/l 1 03/22/17 03/23/17 RT EPA 200.8 1 EPA 200.8 2

(1) Instrument QC Batch: MA7010
(2) Prep QC Batch: MP7182

RL = Reporting Limit ND = Not detected
MCL = Maximum Contamination Level (40 CFR 141)
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Report of Analysis Page 1 of 1     

Client Sample ID: BLDNG J SINK J-14 
Lab Sample ID: LA31560-33 Date Sampled: 03/13/17 
Matrix: DW - Drinking Water   Date Received: 03/18/17 

Percent Solids: n/a 
Project: School District, Lead in Drinking Water Testing

Total Metals Analysis

Analyte Result MCL RL Units DF Prep Analyzed By Method Prep Method

Lead ND 15 1.0 ug/l 1 03/22/17 03/23/17 RT EPA 200.8 1 EPA 200.8 2

(1) Instrument QC Batch: MA7010
(2) Prep QC Batch: MP7182

RL = Reporting Limit ND = Not detected
MCL = Maximum Contamination Level (40 CFR 141)
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Report of Analysis Page 1 of 1     

Client Sample ID: NEW GYM SINK COACHES RR 
Lab Sample ID: LA31560-34 Date Sampled: 03/13/17 
Matrix: DW - Drinking Water   Date Received: 03/18/17 

Percent Solids: n/a 
Project: School District, Lead in Drinking Water Testing

Total Metals Analysis

Analyte Result MCL RL Units DF Prep Analyzed By Method Prep Method

Lead ND 15 1.0 ug/l 1 03/22/17 03/23/17 RT EPA 200.8 1 EPA 200.8 2

(1) Instrument QC Batch: MA7010
(2) Prep QC Batch: MP7182

RL = Reporting Limit ND = Not detected
MCL = Maximum Contamination Level (40 CFR 141)
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Report of Analysis Page 1 of 1     

Client Sample ID: BLDNG P DRINKING FOUNTAIN WEIGHT ROOM 
Lab Sample ID: LA31560-35 Date Sampled: 03/13/17 
Matrix: DW - Drinking Water   Date Received: 03/18/17 

Percent Solids: n/a 
Project: School District, Lead in Drinking Water Testing

Total Metals Analysis

Analyte Result MCL RL Units DF Prep Analyzed By Method Prep Method

Lead 1.2 15 1.0 ug/l 1 03/22/17 03/23/17 RT EPA 200.8 1 EPA 200.8 2

(1) Instrument QC Batch: MA7010
(2) Prep QC Batch: MP7182

RL = Reporting Limit ND = Not detected
MCL = Maximum Contamination Level (40 CFR 141)
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Report of Analysis Page 1 of 1     

Client Sample ID: 800 SINK MAINT. 
Lab Sample ID: LA31560-36 Date Sampled: 03/13/17 
Matrix: DW - Drinking Water   Date Received: 03/18/17 

Percent Solids: n/a 
Project: School District, Lead in Drinking Water Testing

Total Metals Analysis

Analyte Result MCL RL Units DF Prep Analyzed By Method Prep Method

Lead ND 15 1.0 ug/l 1 03/22/17 03/23/17 RT EPA 200.8 1 EPA 200.8 2

(1) Instrument QC Batch: MA7010
(2) Prep QC Batch: MP7182

RL = Reporting Limit ND = Not detected
MCL = Maximum Contamination Level (40 CFR 141)
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Report of Analysis Page 1 of 1     

Client Sample ID: BLDNG V SINK BLDNG OF PROPS 
Lab Sample ID: LA31560-37 Date Sampled: 03/13/17 
Matrix: DW - Drinking Water   Date Received: 03/18/17 

Percent Solids: n/a 
Project: School District, Lead in Drinking Water Testing

Total Metals Analysis

Analyte Result MCL RL Units DF Prep Analyzed By Method Prep Method

Lead ND 15 1.0 ug/l 1 03/22/17 03/23/17 RT EPA 200.8 1 EPA 200.8 2

(1) Instrument QC Batch: MA7010
(2) Prep QC Batch: MP7182

RL = Reporting Limit ND = Not detected
MCL = Maximum Contamination Level (40 CFR 141)
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Report of Analysis Page 1 of 1     

Client Sample ID: BLDNG O SINK WAREHOUSE TRANSPORTATION 
Lab Sample ID: LA31560-38 Date Sampled: 03/13/17 
Matrix: DW - Drinking Water   Date Received: 03/18/17 

Percent Solids: n/a 
Project: School District, Lead in Drinking Water Testing

Total Metals Analysis

Analyte Result MCL RL Units DF Prep Analyzed By Method Prep Method

Lead 1.9 15 1.0 ug/l 1 03/22/17 03/23/17 RT EPA 200.8 1 EPA 200.8 2

(1) Instrument QC Batch: MA7010
(2) Prep QC Batch: MP7182

RL = Reporting Limit ND = Not detected
MCL = Maximum Contamination Level (40 CFR 141)
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Client Sample ID: BLDNG Q SINK Q-14 
Lab Sample ID: LA31560-39 Date Sampled: 03/13/17 
Matrix: DW - Drinking Water   Date Received: 03/18/17 

Percent Solids: n/a 
Project: School District, Lead in Drinking Water Testing

Total Metals Analysis

Analyte Result MCL RL Units DF Prep Analyzed By Method Prep Method

Lead ND 15 1.0 ug/l 1 03/22/17 03/23/17 RT EPA 200.8 1 EPA 200.8 2

(1) Instrument QC Batch: MA7010
(2) Prep QC Batch: MP7182

RL = Reporting Limit ND = Not detected
MCL = Maximum Contamination Level (40 CFR 141)
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Client Sample ID: BLDNG R DRINKING FOUNTAIN LOCKER ROOM 
Lab Sample ID: LA31560-40 Date Sampled: 03/13/17 
Matrix: DW - Drinking Water   Date Received: 03/18/17 

Percent Solids: n/a 
Project: School District, Lead in Drinking Water Testing

Total Metals Analysis

Analyte Result MCL RL Units DF Prep Analyzed By Method Prep Method

Lead ND 15 1.0 ug/l 1 03/22/17 03/23/17 RT EPA 200.8 1 EPA 200.8 2

(1) Instrument QC Batch: MA7010
(2) Prep QC Batch: MP7183

RL = Reporting Limit ND = Not detected
MCL = Maximum Contamination Level (40 CFR 141)
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Misc. Forms

Custody Documents and Other Forms

Includes the following where applicable:

• Chain of Custody

Lafayette
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SGS Accutest Sample Receipt Summary

Job Number: LA31560 Client: ADEQ

Date / Time Received: 3/18/2017 10:00:00 AM Delivery Method: FedEx

Project: PUBLIC DRINKING WATER (AGUA FRIA HS)

4. No. Coolers: 1

Airbill #'s: 778683701932

Cooler Security

1. Custody Seals Present:

  Y   or   N  

2. Custody Seals Intact:

3. COC Present:

4. Smpl Dates/Time OK

2. Thermometer ID:

Cooler Temperature   Y   or   N  

1. Temp criteria achieved:

3. Cooler media:

;  

No Ice

Quality Control  Preservation   Y    or   N        N/A

1. Trip Blank present / cooler:

2. Trip Blank listed on COC:

3. Samples preserved properly:

4. VOCs headspace free:

Sample Integrity - Documentation   Y     or     N  

1. Sample labels present on bottles:

2. Container labeling complete:

3. Sample container label / COC agree:

Sample Integrity - Condition   Y     or     N  

1. Sample recvd within HT:

3. Condition of sample:

2. All containers accounted for:

Sample Integrity - Instructions

1. Analysis requested is clear:

2. Bottles received for unspecified tests

3. Sufficient volume recvd for analysis:

4. Compositing instructions clear:

5. Filtering instructions clear:

Intact

  Y   or   N  

Comments

 Y     or    N          N/A

Cooler Temps (Initial/Adjusted): #1: (22.1/22.1);  

LA31560: Chain of Custody
Page 42 of 42
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SGS Accutest

Metals Analysis

QC Data Summaries

Includes the following where applicable:

• Method Blank Summaries
• Matrix Spike and Duplicate Summaries
• Blank Spike and Lab Control Sample Summaries
• Serial Dilution Summaries

Lafayette
Section 5
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BLANK RESULTS SUMMARY 
Part 2 - Method Blanks

Login Number: LA31560 
Account: ADEQAZP - Arizona Dept. of Environmental Quality 
Project: School District, Lead in Drinking Water Testing

QC Batch ID: MP7179                                           Methods: EPA 200.8 
Matrix Type: DRINKING WATER                                     Units: mg/l

Prep Date:                                         03/22/17                                              

MB       
Metal          RL       IDL      MDL      raw      final                                                  

Aluminum       0.040    .048     .026                                                                    

Antimony       0.010    .0016    .0016                                                                   

Barium         0.010    .00015   .00064                                                                  

Beryllium      0.0010   .00003   .00013                                                                  

Boron          0.040    .0023    .005                                                                    

Calcium        0.40     .027     .057                                                                    

Lithium        0.0040   .0001    .00021                                                                  

Lead           0.0010   .000045  .00026   -0.00015 <0.0010                                               

Molybdenum     0.0040   .0003    .00087                                                                  

Potassium      0.20     .034     .018                                                                    

Uranium        0.0020            .00016                                                                  

Associated samples MP7179: LA31560-1, LA31560-2, LA31560-3, LA31560-4, LA31560-5, LA31560-6, LA31560-7,
LA31560-8, LA31560-9

Results < IDL are shown as zero for calculation purposes
(*) Outside of QC limits
(anr) Analyte not requested

_________________________________________________________________________________________________________
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MATRIX SPIKE AND DUPLICATE RESULTS SUMMARY 

Login Number: LA31560 
Account: ADEQAZP - Arizona Dept. of Environmental Quality 
Project: School District, Lead in Drinking Water Testing

QC Batch ID: MP7179                                           Methods: EPA 200.8 
Matrix Type: DRINKING WATER                                     Units: mg/l

Prep Date:                                03/22/17                                                       

LA31558-11        Spikelot QC                                                     
Metal          Original MS       MPICPMS5 % Rec    Limits                                                 

Aluminum                                                                                                 

Antimony                                                                                                 

Barium                                                                                                   

Beryllium                                                                                                

Boron                                                                                                    

Calcium                                                                                                  

Lithium                                                                                                  

Lead           0.0018   0.19     0.20     94.1     70-130                                                

Molybdenum                                                                                               

Potassium                                                                                                

Uranium                                                                                                  

Associated samples MP7179: LA31560-1, LA31560-2, LA31560-3, LA31560-4, LA31560-5, LA31560-6, LA31560-7,
LA31560-8, LA31560-9

Results < IDL are shown as zero for calculation purposes
(*) Outside of QC limits
(N) Matrix Spike Rec. outside of QC limits
(anr) Analyte not requested

_________________________________________________________________________________________________________
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MATRIX SPIKE AND DUPLICATE RESULTS SUMMARY 

Login Number: LA31560 
Account: ADEQAZP - Arizona Dept. of Environmental Quality 
Project: School District, Lead in Drinking Water Testing

QC Batch ID: MP7179                                           Methods: EPA 200.8 
Matrix Type: DRINKING WATER                                     Units: mg/l

Prep Date:                                         03/22/17                                              

LA31558-11        Spikelot          MSD      QC                                            
Metal          Original MSD      MPICPMS5 % Rec    RPD      Limit                                         

Aluminum                                                                                                 

Antimony                                                                                                 

Barium                                                                                                   

Beryllium                                                                                                

Boron                                                                                                    

Calcium                                                                                                  

Lithium                                                                                                  

Lead           0.0018   0.22     0.20     109.1    14.6     20                                           

Molybdenum                                                                                               

Potassium                                                                                                

Uranium                                                                                                  

Associated samples MP7179: LA31560-1, LA31560-2, LA31560-3, LA31560-4, LA31560-5, LA31560-6, LA31560-7,
LA31560-8, LA31560-9

Results < IDL are shown as zero for calculation purposes
(*) Outside of QC limits
(N) Matrix Spike Rec. outside of QC limits
(anr) Analyte not requested

_________________________________________________________________________________________________________
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SPIKE BLANK AND LAB CONTROL SAMPLE SUMMARY 

Login Number: LA31560 
Account: ADEQAZP - Arizona Dept. of Environmental Quality 
Project: School District, Lead in Drinking Water Testing

QC Batch ID: MP7179                                           Methods: EPA 200.8 
Matrix Type: DRINKING WATER                                     Units: mg/l

Prep Date:                       03/22/17                                                                

BSP      Spikelot QC                                                              
Metal          Result   MPICPMS5 % Rec    Limits                                                          

Aluminum                                                                                                 

Antimony                                                                                                 

Barium                                                                                                   

Beryllium                                                                                                

Boron                                                                                                    

Calcium                                                                                                  

Lithium                                                                                                  

Lead           0.21     0.20     105.0    85-115                                                         

Molybdenum                                                                                               

Potassium                                                                                                

Uranium                                                                                                  

Associated samples MP7179: LA31560-1, LA31560-2, LA31560-3, LA31560-4, LA31560-5, LA31560-6, LA31560-7,
LA31560-8, LA31560-9

Results < IDL are shown as zero for calculation purposes
(*) Outside of QC limits
(anr) Analyte not requested

_________________________________________________________________________________________________________
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SERIAL DILUTION RESULTS SUMMARY 

Login Number: LA31560 
Account: ADEQAZP - Arizona Dept. of Environmental Quality 
Project: School District, Lead in Drinking Water Testing

QC Batch ID: MP7179                                           Methods: EPA 200.8 
Matrix Type: DRINKING WATER                                     Units: ug/l

Prep Date:                       03/22/17                                                                

LA31558-11        QC                                                              
Metal          Original SDL 1:5  %DIF     Limits                                                          

Aluminum                                                                                                 

Antimony                                                                                                 

Barium                                                                                                   

Beryllium                                                                                                

Boron                                                                                                    

Calcium                                                                                                  

Lithium                                                                                                  

Lead           0.911    0.194    78.7 (a) 0-10                                                           

Molybdenum                                                                                               

Potassium                                                                                                

Uranium                                                                                                  

Associated samples MP7179: LA31560-1, LA31560-2, LA31560-3, LA31560-4, LA31560-5, LA31560-6, LA31560-7,
LA31560-8, LA31560-9

Results < IDL are shown as zero for calculation purposes
(*) Outside of QC limits
(anr) Analyte not requested
(a) Percent difference acceptable due to low initial sample  concentration (< 50 times IDL).

_________________________________________________________________________________________________________
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BLANK RESULTS SUMMARY 
Part 2 - Method Blanks

Login Number: LA31560 
Account: ADEQAZP - Arizona Dept. of Environmental Quality 
Project: School District, Lead in Drinking Water Testing

QC Batch ID: MP7180                                           Methods: EPA 200.8 
Matrix Type: DRINKING WATER                                     Units: mg/l

Prep Date:                                         03/22/17                                              

MB       
Metal          RL       IDL      MDL      raw      final                                                  

Aluminum       0.040    .048     .026                                                                    

Antimony       0.010    .0016    .0016                                                                   

Barium         0.010    .00015   .00064                                                                  

Beryllium      0.0010   .00003   .00013                                                                  

Boron          0.040    .0023    .005                                                                    

Calcium        0.40     .027     .057                                                                    

Lithium        0.0040   .0001    .00021                                                                  

Lead           0.0010   .000045  .00026   0.00030  <0.0010                                               

Molybdenum     0.0040   .0003    .00087                                                                  

Potassium      0.20     .034     .018                                                                    

Uranium        0.0020            .00016                                                                  

Associated samples MP7180: LA31560-10, LA31560-11, LA31560-12, LA31560-13, LA31560-14, LA31560-15,
LA31560-16, LA31560-17, LA31560-18, LA31560-19

Results < IDL are shown as zero for calculation purposes
(*) Outside of QC limits
(anr) Analyte not requested

_________________________________________________________________________________________________________
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MATRIX SPIKE AND DUPLICATE RESULTS SUMMARY 

Login Number: LA31560 
Account: ADEQAZP - Arizona Dept. of Environmental Quality 
Project: School District, Lead in Drinking Water Testing

QC Batch ID: MP7180                                           Methods: EPA 200.8 
Matrix Type: DRINKING WATER                                     Units: mg/l

Prep Date:                                03/22/17                                                       

LA31560-10        Spikelot QC                                                     
Metal          Original MS       MPICPMS5 % Rec    Limits                                                 

Aluminum                                                                                                 

Antimony                                                                                                 

Barium                                                                                                   

Beryllium                                                                                                

Boron                                                                                                    

Calcium                                                                                                  

Lithium                                                                                                  

Lead           0.0046   0.20     0.20     97.7     70-130                                                

Molybdenum                                                                                               

Potassium                                                                                                

Uranium                                                                                                  

Associated samples MP7180: LA31560-10, LA31560-11, LA31560-12, LA31560-13, LA31560-14, LA31560-15,
LA31560-16, LA31560-17, LA31560-18, LA31560-19

Results < IDL are shown as zero for calculation purposes
(*) Outside of QC limits
(N) Matrix Spike Rec. outside of QC limits
(anr) Analyte not requested
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MATRIX SPIKE AND DUPLICATE RESULTS SUMMARY 

Login Number: LA31560 
Account: ADEQAZP - Arizona Dept. of Environmental Quality 
Project: School District, Lead in Drinking Water Testing

QC Batch ID: MP7180                                           Methods: EPA 200.8 
Matrix Type: DRINKING WATER                                     Units: mg/l

Prep Date:                                         03/22/17                                              

LA31560-10        Spikelot          MSD      QC                                            
Metal          Original MSD      MPICPMS5 % Rec    RPD      Limit                                         

Aluminum                                                                                                 

Antimony                                                                                                 

Barium                                                                                                   

Beryllium                                                                                                

Boron                                                                                                    

Calcium                                                                                                  

Lithium                                                                                                  

Lead           0.0046   0.20     0.20     97.7     0.0      20                                           

Molybdenum                                                                                               

Potassium                                                                                                

Uranium                                                                                                  

Associated samples MP7180: LA31560-10, LA31560-11, LA31560-12, LA31560-13, LA31560-14, LA31560-15,
LA31560-16, LA31560-17, LA31560-18, LA31560-19

Results < IDL are shown as zero for calculation purposes
(*) Outside of QC limits
(N) Matrix Spike Rec. outside of QC limits
(anr) Analyte not requested
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SPIKE BLANK AND LAB CONTROL SAMPLE SUMMARY 

Login Number: LA31560 
Account: ADEQAZP - Arizona Dept. of Environmental Quality 
Project: School District, Lead in Drinking Water Testing

QC Batch ID: MP7180                                           Methods: EPA 200.8 
Matrix Type: DRINKING WATER                                     Units: mg/l

Prep Date:                       03/22/17                                                                

BSP      Spikelot QC                                                              
Metal          Result   MPICPMS5 % Rec    Limits                                                          

Aluminum                                                                                                 

Antimony                                                                                                 

Barium                                                                                                   

Beryllium                                                                                                

Boron                                                                                                    

Calcium                                                                                                  

Lithium                                                                                                  

Lead           0.20     0.20     100.0    85-115                                                         

Molybdenum                                                                                               

Potassium                                                                                                

Uranium                                                                                                  

Associated samples MP7180: LA31560-10, LA31560-11, LA31560-12, LA31560-13, LA31560-14, LA31560-15,
LA31560-16, LA31560-17, LA31560-18, LA31560-19

Results < IDL are shown as zero for calculation purposes
(*) Outside of QC limits
(anr) Analyte not requested
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SERIAL DILUTION RESULTS SUMMARY 

Login Number: LA31560 
Account: ADEQAZP - Arizona Dept. of Environmental Quality 
Project: School District, Lead in Drinking Water Testing

QC Batch ID: MP7180                                           Methods: EPA 200.8 
Matrix Type: DRINKING WATER                                     Units: ug/l

Prep Date:                       03/22/17                                                                

LA31560-10        QC                                                              
Metal          Original SDL 1:5  %DIF     Limits                                                          

Aluminum                                                                                                 

Antimony                                                                                                 

Barium                                                                                                   

Beryllium                                                                                                

Boron                                                                                                    

Calcium                                                                                                  

Lithium                                                                                                  

Lead           2.30     1.52     33.6*(a) 0-10                                                           

Molybdenum                                                                                               

Potassium                                                                                                

Uranium                                                                                                  

Associated samples MP7180: LA31560-10, LA31560-11, LA31560-12, LA31560-13, LA31560-14, LA31560-15,
LA31560-16, LA31560-17, LA31560-18, LA31560-19

Results < IDL are shown as zero for calculation purposes
(*) Outside of QC limits
(anr) Analyte not requested
(a) Percent difference acceptable due to low initial sample concentration.
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BLANK RESULTS SUMMARY 
Part 2 - Method Blanks

Login Number: LA31560 
Account: ADEQAZP - Arizona Dept. of Environmental Quality 
Project: School District, Lead in Drinking Water Testing

QC Batch ID: MP7181                                           Methods: EPA 200.8 
Matrix Type: DRINKING WATER                                     Units: mg/l

Prep Date:                                         03/22/17                                              

MB       
Metal          RL       IDL      MDL      raw      final                                                  

Aluminum       0.040    .048     .026                                                                    

Antimony       0.010    .0016    .0016                                                                   

Barium         0.010    .00015   .00064                                                                  

Beryllium      0.0010   .00003   .00013                                                                  

Boron          0.040    .0023    .005                                                                    

Calcium        0.40     .027     .057                                                                    

Lithium        0.0040   .0001    .00021                                                                  

Lead           0.0010   .000045  .00026   -0.00041 <0.0010                                               

Molybdenum     0.0040   .0003    .00087                                                                  

Potassium      0.20     .034     .018                                                                    

Uranium        0.0020            .00016                                                                  

Associated samples MP7181: LA31560-20, LA31560-21, LA31560-22, LA31560-23, LA31560-24, LA31560-25,
LA31560-26, LA31560-27, LA31560-28, LA31560-29

Results < IDL are shown as zero for calculation purposes
(*) Outside of QC limits
(anr) Analyte not requested
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MATRIX SPIKE AND DUPLICATE RESULTS SUMMARY 

Login Number: LA31560 
Account: ADEQAZP - Arizona Dept. of Environmental Quality 
Project: School District, Lead in Drinking Water Testing

QC Batch ID: MP7181                                           Methods: EPA 200.8 
Matrix Type: DRINKING WATER                                     Units: mg/l

Prep Date:                                03/22/17                                                       

LA31560-20        Spikelot QC                                                     
Metal          Original MS       MPICPMS5 % Rec    Limits                                                 

Aluminum                                                                                                 

Antimony                                                                                                 

Barium                                                                                                   

Beryllium                                                                                                

Boron                                                                                                    

Calcium                                                                                                  

Lithium                                                                                                  

Lead           0.00012  0.20     0.20     99.9     70-130                                                

Molybdenum                                                                                               

Potassium                                                                                                

Uranium                                                                                                  

Associated samples MP7181: LA31560-20, LA31560-21, LA31560-22, LA31560-23, LA31560-24, LA31560-25,
LA31560-26, LA31560-27, LA31560-28, LA31560-29

Results < IDL are shown as zero for calculation purposes
(*) Outside of QC limits
(N) Matrix Spike Rec. outside of QC limits
(anr) Analyte not requested
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MATRIX SPIKE AND DUPLICATE RESULTS SUMMARY 

Login Number: LA31560 
Account: ADEQAZP - Arizona Dept. of Environmental Quality 
Project: School District, Lead in Drinking Water Testing

QC Batch ID: MP7181                                           Methods: EPA 200.8 
Matrix Type: DRINKING WATER                                     Units: mg/l

Prep Date:                                         03/22/17                                              

LA31560-20        Spikelot          MSD      QC                                            
Metal          Original MSD      MPICPMS5 % Rec    RPD      Limit                                         

Aluminum                                                                                                 

Antimony                                                                                                 

Barium                                                                                                   

Beryllium                                                                                                

Boron                                                                                                    

Calcium                                                                                                  

Lithium                                                                                                  

Lead           0.00012  0.21     0.20     104.9    4.9      20                                           

Molybdenum                                                                                               

Potassium                                                                                                

Uranium                                                                                                  

Associated samples MP7181: LA31560-20, LA31560-21, LA31560-22, LA31560-23, LA31560-24, LA31560-25,
LA31560-26, LA31560-27, LA31560-28, LA31560-29

Results < IDL are shown as zero for calculation purposes
(*) Outside of QC limits
(N) Matrix Spike Rec. outside of QC limits
(anr) Analyte not requested
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SPIKE BLANK AND LAB CONTROL SAMPLE SUMMARY 

Login Number: LA31560 
Account: ADEQAZP - Arizona Dept. of Environmental Quality 
Project: School District, Lead in Drinking Water Testing

QC Batch ID: MP7181                                           Methods: EPA 200.8 
Matrix Type: DRINKING WATER                                     Units: mg/l

Prep Date:                       03/22/17                                                                

BSP      Spikelot QC                                                              
Metal          Result   MPICPMS5 % Rec    Limits                                                          

Aluminum                                                                                                 

Antimony                                                                                                 

Barium                                                                                                   

Beryllium                                                                                                

Boron                                                                                                    

Calcium                                                                                                  

Lithium                                                                                                  

Lead           0.20     0.20     100.0    85-115                                                         

Molybdenum                                                                                               

Potassium                                                                                                

Uranium                                                                                                  

Associated samples MP7181: LA31560-20, LA31560-21, LA31560-22, LA31560-23, LA31560-24, LA31560-25,
LA31560-26, LA31560-27, LA31560-28, LA31560-29

Results < IDL are shown as zero for calculation purposes
(*) Outside of QC limits
(anr) Analyte not requested
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SERIAL DILUTION RESULTS SUMMARY 

Login Number: LA31560 
Account: ADEQAZP - Arizona Dept. of Environmental Quality 
Project: School District, Lead in Drinking Water Testing

QC Batch ID: MP7181                                           Methods: EPA 200.8 
Matrix Type: DRINKING WATER                                     Units: ug/l

Prep Date:                       03/22/17                                                                

LA31560-20        QC                                                              
Metal          Original SDL 1:5  %DIF     Limits                                                          

Aluminum                                                                                                 

Antimony                                                                                                 

Barium                                                                                                   

Beryllium                                                                                                

Boron                                                                                                    

Calcium                                                                                                  

Lithium                                                                                                  

Lead           0.0583   0.00     100.0(a) 0-10                                                           

Molybdenum                                                                                               

Potassium                                                                                                

Uranium                                                                                                  

Associated samples MP7181: LA31560-20, LA31560-21, LA31560-22, LA31560-23, LA31560-24, LA31560-25,
LA31560-26, LA31560-27, LA31560-28, LA31560-29

Results < IDL are shown as zero for calculation purposes
(*) Outside of QC limits
(anr) Analyte not requested
(a) Percent difference acceptable due to low initial sample  concentration (< 50 times IDL).
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BLANK RESULTS SUMMARY 
Part 2 - Method Blanks

Login Number: LA31560 
Account: ADEQAZP - Arizona Dept. of Environmental Quality 
Project: School District, Lead in Drinking Water Testing

QC Batch ID: MP7182                                           Methods: EPA 200.8 
Matrix Type: DRINKING WATER                                     Units: mg/l

Prep Date:                                         03/22/17                                              

MB       
Metal          RL       IDL      MDL      raw      final                                                  

Aluminum       0.040    .048     .026                                                                    

Antimony       0.010    .0016    .0016                                                                   

Barium         0.010    .00015   .00064                                                                  

Beryllium      0.0010   .00003   .00013                                                                  

Boron          0.040    .0023    .005                                                                    

Calcium        0.40     .027     .057                                                                    

Lithium        0.0040   .0001    .00021                                                                  

Lead           0.0010   .000045  .00026   -0.00039 <0.0010                                               

Molybdenum     0.0040   .0003    .00087                                                                  

Potassium      0.20     .034     .018                                                                    

Uranium        0.0020            .00016                                                                  

Associated samples MP7182: LA31560-30, LA31560-31, LA31560-32, LA31560-33, LA31560-34, LA31560-35,
LA31560-36, LA31560-37, LA31560-38, LA31560-39

Results < IDL are shown as zero for calculation purposes
(*) Outside of QC limits
(anr) Analyte not requested
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MATRIX SPIKE AND DUPLICATE RESULTS SUMMARY 

Login Number: LA31560 
Account: ADEQAZP - Arizona Dept. of Environmental Quality 
Project: School District, Lead in Drinking Water Testing

QC Batch ID: MP7182                                           Methods: EPA 200.8 
Matrix Type: DRINKING WATER                                     Units: mg/l

Prep Date:                                03/22/17                                                       

LA31560-30        Spikelot QC                                                     
Metal          Original MS       MPICPMS5 % Rec    Limits                                                 

Aluminum                                                                                                 

Antimony                                                                                                 

Barium                                                                                                   

Beryllium                                                                                                

Boron                                                                                                    

Calcium                                                                                                  

Lithium                                                                                                  

Lead           0.00061  0.22     0.20     109.7    70-130                                                

Molybdenum                                                                                               

Potassium                                                                                                

Uranium                                                                                                  

Associated samples MP7182: LA31560-30, LA31560-31, LA31560-32, LA31560-33, LA31560-34, LA31560-35,
LA31560-36, LA31560-37, LA31560-38, LA31560-39

Results < IDL are shown as zero for calculation purposes
(*) Outside of QC limits
(N) Matrix Spike Rec. outside of QC limits
(anr) Analyte not requested
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MATRIX SPIKE AND DUPLICATE RESULTS SUMMARY 

Login Number: LA31560 
Account: ADEQAZP - Arizona Dept. of Environmental Quality 
Project: School District, Lead in Drinking Water Testing

QC Batch ID: MP7182                                           Methods: EPA 200.8 
Matrix Type: DRINKING WATER                                     Units: mg/l

Prep Date:                                         03/22/17                                              

LA31560-30        Spikelot          MSD      QC                                            
Metal          Original MSD      MPICPMS5 % Rec    RPD      Limit                                         

Aluminum                                                                                                 

Antimony                                                                                                 

Barium                                                                                                   

Beryllium                                                                                                

Boron                                                                                                    

Calcium                                                                                                  

Lithium                                                                                                  

Lead           0.00061  0.20     0.20     99.7     9.5      20                                           

Molybdenum                                                                                               

Potassium                                                                                                

Uranium                                                                                                  

Associated samples MP7182: LA31560-30, LA31560-31, LA31560-32, LA31560-33, LA31560-34, LA31560-35,
LA31560-36, LA31560-37, LA31560-38, LA31560-39

Results < IDL are shown as zero for calculation purposes
(*) Outside of QC limits
(N) Matrix Spike Rec. outside of QC limits
(anr) Analyte not requested
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SPIKE BLANK AND LAB CONTROL SAMPLE SUMMARY 

Login Number: LA31560 
Account: ADEQAZP - Arizona Dept. of Environmental Quality 
Project: School District, Lead in Drinking Water Testing

QC Batch ID: MP7182                                           Methods: EPA 200.8 
Matrix Type: DRINKING WATER                                     Units: mg/l

Prep Date:                       03/22/17                                                                

BSP      Spikelot QC                                                              
Metal          Result   MPICPMS5 % Rec    Limits                                                          

Aluminum                                                                                                 

Antimony                                                                                                 

Barium                                                                                                   

Beryllium                                                                                                

Boron                                                                                                    

Calcium                                                                                                  

Lithium                                                                                                  

Lead           0.20     0.20     100.0    85-115                                                         

Molybdenum                                                                                               

Potassium                                                                                                

Uranium                                                                                                  

Associated samples MP7182: LA31560-30, LA31560-31, LA31560-32, LA31560-33, LA31560-34, LA31560-35,
LA31560-36, LA31560-37, LA31560-38, LA31560-39

Results < IDL are shown as zero for calculation purposes
(*) Outside of QC limits
(anr) Analyte not requested
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SERIAL DILUTION RESULTS SUMMARY 

Login Number: LA31560 
Account: ADEQAZP - Arizona Dept. of Environmental Quality 
Project: School District, Lead in Drinking Water Testing

QC Batch ID: MP7182                                           Methods: EPA 200.8 
Matrix Type: DRINKING WATER                                     Units: ug/l

Prep Date:                       03/22/17                                                                

LA31560-30        QC                                                              
Metal          Original SDL 1:5  %DIF     Limits                                                          

Aluminum                                                                                                 

Antimony                                                                                                 

Barium                                                                                                   

Beryllium                                                                                                

Boron                                                                                                    

Calcium                                                                                                  

Lithium                                                                                                  

Lead           0.305    0.00     100.0(a) 0-10                                                           

Molybdenum                                                                                               

Potassium                                                                                                

Uranium                                                                                                  

Associated samples MP7182: LA31560-30, LA31560-31, LA31560-32, LA31560-33, LA31560-34, LA31560-35,
LA31560-36, LA31560-37, LA31560-38, LA31560-39

Results < IDL are shown as zero for calculation purposes
(*) Outside of QC limits
(anr) Analyte not requested
(a) Percent difference acceptable due to low initial sample  concentration (< 50 times IDL).
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BLANK RESULTS SUMMARY 
Part 2 - Method Blanks

Login Number: LA31560 
Account: ADEQAZP - Arizona Dept. of Environmental Quality 
Project: School District, Lead in Drinking Water Testing

QC Batch ID: MP7183                                           Methods: EPA 200.8 
Matrix Type: DRINKING WATER                                     Units: mg/l

Prep Date:                                         03/22/17                                              

MB       
Metal          RL       IDL      MDL      raw      final                                                  

Aluminum       0.040    .048     .026                                                                    

Antimony       0.010    .0016    .0016                                                                   

Barium         0.010    .00015   .00064                                                                  

Beryllium      0.0010   .00003   .00013                                                                  

Boron          0.040    .0023    .005                                                                    

Calcium        0.40     .027     .057                                                                    

Lithium        0.0040   .0001    .00021                                                                  

Lead           0.0010   .000045  .00026   -0.00035 <0.0010                                               

Molybdenum     0.0040   .0003    .00087                                                                  

Potassium      0.20     .034     .018                                                                    

Uranium        0.0020            .00016                                                                  

Associated samples MP7183: LA31560-40

Results < IDL are shown as zero for calculation purposes
(*) Outside of QC limits
(anr) Analyte not requested
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MATRIX SPIKE AND DUPLICATE RESULTS SUMMARY 

Login Number: LA31560 
Account: ADEQAZP - Arizona Dept. of Environmental Quality 
Project: School District, Lead in Drinking Water Testing

QC Batch ID: MP7183                                           Methods: EPA 200.8 
Matrix Type: DRINKING WATER                                     Units: mg/l

Prep Date:                                03/22/17                                                       

LA31560-40        Spikelot QC                                                     
Metal          Original MS       MPICPMS5 % Rec    Limits                                                 

Aluminum                                                                                                 

Antimony                                                                                                 

Barium                                                                                                   

Beryllium                                                                                                

Boron                                                                                                    

Calcium                                                                                                  

Lithium                                                                                                  

Lead           0.0      0.19     0.20     95.0     70-130                                                

Molybdenum                                                                                               

Potassium                                                                                                

Uranium                                                                                                  

Associated samples MP7183: LA31560-40

Results < IDL are shown as zero for calculation purposes
(*) Outside of QC limits
(N) Matrix Spike Rec. outside of QC limits
(anr) Analyte not requested
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MATRIX SPIKE AND DUPLICATE RESULTS SUMMARY 

Login Number: LA31560 
Account: ADEQAZP - Arizona Dept. of Environmental Quality 
Project: School District, Lead in Drinking Water Testing

QC Batch ID: MP7183                                           Methods: EPA 200.8 
Matrix Type: DRINKING WATER                                     Units: mg/l

Prep Date:                                         03/22/17                                              

LA31560-40        Spikelot          MSD      QC                                            
Metal          Original MSD      MPICPMS5 % Rec    RPD      Limit                                         

Aluminum                                                                                                 

Antimony                                                                                                 

Barium                                                                                                   

Beryllium                                                                                                

Boron                                                                                                    

Calcium                                                                                                  

Lithium                                                                                                  

Lead           0.0      0.20     0.20     100.0    5.1      20                                           

Molybdenum                                                                                               

Potassium                                                                                                

Uranium                                                                                                  

Associated samples MP7183: LA31560-40

Results < IDL are shown as zero for calculation purposes
(*) Outside of QC limits
(N) Matrix Spike Rec. outside of QC limits
(anr) Analyte not requested
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SPIKE BLANK AND LAB CONTROL SAMPLE SUMMARY 

Login Number: LA31560 
Account: ADEQAZP - Arizona Dept. of Environmental Quality 
Project: School District, Lead in Drinking Water Testing

QC Batch ID: MP7183                                           Methods: EPA 200.8 
Matrix Type: DRINKING WATER                                     Units: mg/l

Prep Date:                       03/22/17                                                                

BSP      Spikelot QC                                                              
Metal          Result   MPICPMS5 % Rec    Limits                                                          

Aluminum                                                                                                 

Antimony                                                                                                 

Barium                                                                                                   

Beryllium                                                                                                

Boron                                                                                                    

Calcium                                                                                                  

Lithium                                                                                                  

Lead           0.20     0.20     100.0    85-115                                                         

Molybdenum                                                                                               

Potassium                                                                                                

Uranium                                                                                                  

Associated samples MP7183: LA31560-40

Results < IDL are shown as zero for calculation purposes
(*) Outside of QC limits
(anr) Analyte not requested
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SERIAL DILUTION RESULTS SUMMARY 

Login Number: LA31560 
Account: ADEQAZP - Arizona Dept. of Environmental Quality 
Project: School District, Lead in Drinking Water Testing

QC Batch ID: MP7183                                           Methods: EPA 200.8 
Matrix Type: DRINKING WATER                                     Units: ug/l

Prep Date:                       03/22/17                                                                

LA31560-40        QC                                                              
Metal          Original SDL 1:5  %DIF     Limits                                                          

Aluminum                                                                                                 

Antimony                                                                                                 

Barium                                                                                                   

Beryllium                                                                                                

Boron                                                                                                    

Calcium                                                                                                  

Lithium                                                                                                  

Lead           0.00     7.03     NC       0-10                                                           

Molybdenum                                                                                               

Potassium                                                                                                

Uranium                                                                                                  

Associated samples MP7183: LA31560-40

Results < IDL are shown as zero for calculation purposes
(*) Outside of QC limits
(anr) Analyte not requested
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